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FOREWORD

This bulletin contains a reconnaissance-level assessment of desalting tech-

niques that might be used to provide good quality water supplies in ten small

and medium-size isolated California communities. In all but one of these com-

munities, excess salts in local ground water have created a problem. This bulle-

tin describes how each community might use desalting to either augment or

improve its water supply.

The wide disparity in distribution of California's surface water has resulted

in water deficiencies in some parts of the State. In general, the greatest quanti-

ties of surface water are in the north coastal area and the Sacramento Basin. In

Central and Southern California, a large number of small- and medium-size

isolated communities must depend on poor-quality ground water for their

water supplies. In some cases, public health is an issue.

With today's knowledge and interest in public health, most citizens have

become aware of the importance of good-quaUty water. Moreover, many citi-

zens are beginning to demand that their water be of low salt content and free

of (1) toxic and corrosive substances, (2) harmful organic and biological matter,

and (3) objectionable taste and odor.

Most physical and bacteriological constituents can be removed by filtration

and coagulation. However, with the exception of the hardness ions, i. e., bicar-

bonates and some phosphates, such treatment processes will not remove dis-

solved salts. On the other hand, the capabilities of today's desalting processes

range from the removal of particular ions to the removal of essentially all

dissolved substances.

For each of the communities, the water supply problem is described, several

desalting systems are evaluated and their costs are determined, and the benefits

are discussed. In three areas, the desalting of water from San Francisco Bay or

sea water was assessed as a supplemental water supply. Costs are relatively high

but may be justified as a domestic water supply.

The Department of Water Resources acknowledges the technical assistance

and partial funding provided by the U. S. Department of the Interior, and the

information provided by representatives of the communities studied and by

various manufacturers of desalting equipment.

John R. Teerink, Director

Department of Water Resources

The Resources Agency
State of California
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I. SUMMARY, CONCLUSIONS AND RECOMMENDATIONS

In many small- and medium-size California com-
munities, most of which use ground water, salts in

municipal water supplies have created water quality

problems. A recent inventory by the California De-
partment of Water Resources revealed 111 com-
munities (Figure 1) where local water supplies were
brackish and in some cases of marginal quality for

beneficial use. Data from the inventory were set

forth in a report titled"Inventory of Small- and Me-
dium-Size California Communities with Brackish

Water Supplies".

'

The Department of Water Resources and the Of-

fice of Saline Water ^ of the U. S. Department of Inte-

rior determined jointly that 10 communities could be
studied effectively, and that the communities select-

ed represent typical conditions that generally apply

to most if not all of the isolated communities includ-

ed in the inventory. The most significant criteria

used in the selection were the degree of need for

improvement in quality of water, community inter-

est in making the improvement, and the demand for

improvement by regulatory agencies.

This bulletin, "Desalting Alternatives in Ten Cali-

fornia Communities'", reports the results of a recon-

naissance-level, or preliminary, assessment of the ten

selected California communities (Figure 2) where
desalting might be used to improve water supplies or

to provide a supplemental sources of water within

the next five years. Most of the communities selected

are located in Southern California. All but one are

rural communities, with the exception being the Ma-

rin Municipal Water District, which serves several

urban areas adjacent to San Francisco Bay. All 10

were selected on the basis of the need for, and /or

community interest in, water supply improvement
except for the Marin Municipal District where the

interest is in the evaluation of desalting of San Fran-

cisco Bay water as one alternative to providing an

additional water supply.

The 10 communities are:

1. Boron, a desert residential community;

2. Buellton, a coastal valley residential commu-
nity;

3. Greenfield, a coastal valley agricultural center;

4. Old Cuyama, an interior valley agricultural

community;

5. New Cuyama, an interior valley residential

community;

' Available in DWB Files.

' Since July 30. 1974, a part of the Office of Water Research and Technology.

6. Havasu, a desert community for retired persons

and for weekend use;

7. Winterhaven, a desert residential community;

8. Marin Municipal Water District, a water district

serving several urban communities near San
Francisco Bay;

9. Refugio State Beach; and

10. Gaviota State Park, both of which are State op-

erated recreation areas on the Pacific Coast.

In each community, local water supplies were eva-

luated, the most practical desalting processes were
determined, and cost of required facilities were es-

timated. Data provided by the Office of the Saline

Water and vendors of desalting equipment were
used as the basis for cost estimates of facilities re-

quired for pretreatment of feed water, desalting,

posttreatment of product water, blending, and dis-

posal of brines.

The evaluation of each community (in Chapter 4)

describes (1) the community in general, (2) the wa-

ter supply, (3) the salt problem, (4) possible desalt-

ing applications, and (5) estimated benefits. For

each community, estimated cost in dollars per 1,000

gallons were determined for each desalting process

considered practical. The wide range in unit costs is

due to the differences between communities in (1)

salinity of water to be desalted, (2) quantity of water

to be desalted, and (3) desalHng-unit load factor,

which is the proportion of the annual design capacity

that would actually be produced by the desalter.

The following is a brief summary of the evaluation

of each of the 10 communities:

Boron. Local brackish ground water is delivered to

about 700 connections. The estimated annual water

requirement is about 165 million gallons. The con-

centration of total dissolved solids in this water is

about 1,030 ppm. There is a need to improve the

quality of the water supply, which contains high con-

centrations of both total dissolved solids (TDS) and

chlorides that exceed the recommended limits set by

the California Department of Health (see Appendix

D). Hardness has also created problems.

The lowest cost desalting process that would im-

prove the quality is reverse osmosis at an estimated

cost of $0.70 per 1,000 gallons of product water. The
principal alternative water supply is state project wa-

ter delivered under contract with the State of Cali-

fornia to the Antelope Valley—East Kern Water

Agency. In June 1974, a favorable vote on a bond

issue appears to have ensured Boron that high qual-

ity state project water will soon be available.

Buellton. The Buellton Community Services Dis-

trict deHvers brackish ground water to about 400 con-
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nections. The estimated annual water requirement is

about 110 million gallons. The concentration of total

dissolved solids in this water is about 790 ppm and the

hardness is about 560 ppm. The need to improve the

water supply is due to both hardness and high con-

centrations of total dissohed solids, as well as manga-
nese and iron. The use of water softeners to reduce

the hardness has created a waste water disposal prob-

lem, because the salt added to regenerate the water

softeners increases the salinity of the waste water.

The California Regional Water Quality Control

Board, Central Coast Region, has set new limits on
this disposal as a means to remedy the problem.

The lowest cost desalting processes that would im-

prove the water supply and correct the disposal

problem are either ion exchange or reverse osmosis

at an estimated cost of about $0.95 per 1,000 gallons

for each process. It appears that a lime-soda softening

treatment proposed by the consulting engineer for

the District would soften the water supply to desired

levels for a lower unit cost; however, the disposal of

wastes from this treatment process will be more of a

problem than with the reverse osmosis process. It

appears that a lime-soda softening treatment

proposed by the consulting engineer for the District

would soften the water supply to desired levels for a

lower unit cost; however, the disposal of wastes from

this treatment process will be more of a problem
than with the reverse osmosis process.

Greenfield. Local brackish ground water is deliv-

ered to about 550 connections. The estimated annual

water requirement is about 110 million gallons. The
concentration of total dissolved solids in this water is

about 720 ppm, and the hardness is about 490 ppm.
There is a need to improve the water supply due to

both hardness and high concentrations of total dis-

solved solids. The TDS exceeds the recommended
limit set by the Department of Health; however,

hardness is the greater problem. Water softeners

used to reduce the high hardness appear to have
indirectly caused waste water disposal problems. The
California Regional Water Quality Control Board,

Central Coast Region, has set new limits on waste

water disposal as a means to remedy the problem.

The lowest cost desalting process that would im-

prove the water supply is ion exchange at an estimat-

ed cost of about $0.75 per 1,000 gallons. Since

hardness is the principal problem, the lime-soda soft-

ening processs may be desirable as in Buellton;

however, the present water source for the commu-
nity is a well located in a developed urban area

where sufficient land required for installation of the

lime-soda process may not be available.

Old Cuyama. Local brackish ground water is

served to about 50 persons in this small community.
The estimated annual water requirement is about 4

million gallons. The concentration of total dissolved

solids in this water is about 4,300 ppm, and the hard-

ness is about 2,600 ppm. The principal water supply

conditions that create problems are the very high

concentrations of total dissolved solids, sulfates, and

nitrates and a very high hardness. Efforts to rejuve-

nate and futher develop this community have been

blocked by the California Department of Health re-

quirement that the water supply must be improved

first.

The lowest cost desalting process is reverse osmosis

at an estimated cost of $4.45 per 1,000 gallons. This

unusually high cost is due to high salinity, small quan-

tity of desalted water, and a low load factor. It ap-

pears that a more feasible alternative will be to

import a water supply from one of the other ground

water sources in the Cuyama Valley, such as New
Cuyama.

New Cuyama. Local brackish ground water is

delivered to about 200 homes and commercial and

service facilities. The estimated annual water re-

quirement is about 125 million gallons. The concen-

tration of total dissolved solids in the present water

is about 1,470 ppm, and hardness is about 660 ppm.
In a proposed alternative supply, the concentrations

are about 750 ppm and 250 ppm, respectively. There

is a need to improve the water supply due to high

concentrations of total dissolved solids and sulfates

and hardness. The Santa Barbara County Health De-

partment has prohibited new water service connec-

tions until the quality of the present water supply is

improved.
The lowest cost desalting process for the alterna-

tive water supply is reverse osmosis at an estimated

cost of $0.80 per 1,000 gallons. No feasible alternative

surface water supplies are available to this commu-
nity. It may be feasible to export desalted water from

New Cuyama to Old Cuyama, also located on the

valley floor, 4 miles away.

Havasu. The Havasu Water Company serves water

to about 200 persons in a recently developed residen-

tial community in a semiarid area near the shore of

Lake Havasu. The estimated annual water require-

ment is about 7 million gallons. Since mid-1973, the

water company has been diverting Colorado River

water from the lake under leased water rights. The
Company has also developed and used local brackish

ground water, which, due to lack of rights to river

water, is the only long-term water supply controlled

by the Company. The average concentration of total

dissolved solids in water from three wells is about

1,700 ppm, and the hardness is about 560 ppm. There

is a need to improve the quality of the ground water

supply due to the high concentrations of total dis-

solved solids and sulfate, both of which exceed the

recommended limits set by the Department of

Health, and hardness.

The lowest cost desalting process is reverse osmosis

at an estimated cost of $3.70 per 1,000 gallons. This

unusually high cost is due to a low load factor. The



water company must develop a reliable water supply

to meet requirements of the California Public Utili-

ties Commission if the Company is to expand its serv-

ice area as planned. If a reliable supply of water
cannot be obtained from the lake, desalting of the

ground water will be necessary because there does

not appear to be another feasible alternative.

Winterhaven. The Winterhaven County Water
District delivers brackish ground water to about 200

connections. The estimated annual water require-

ment is about 53 million gallons. The concentration

of total dissolved solids in this water is about 1,370

ppm, and the hardness is about 560 ppm. There is a

need to improve the quality of the water supply due
to high concentrations of total dissolved solids, man-
ganese, and sulfates, which exceed the recommend-
ed limits set by the Department of Health, and the

hardness. After a study of community conditions, the

engineering consultant for Winterhaven concluded
that development of adequate water supplies and
sewage disposal facilities is essential for both the fu-

ture development of the community and the protec-
tion of health.

The lowest cost desalting process is reverse osmosis
at an estimated cost of $1.10 per 1,000 gallons. At
present there does not appear to be another feasible

alternative for improving the quality of the water
supply.

Marin County. The Marin Municipal Water Dis-
trict serves surface water from local reservoirs to

several thousand residents within that District. The
existing water supply is of high quality, but the
present demand exceeds the safe yield of present
water supplies. The District is investigating alterna-
tive sources of additional water supply, including re-

claimed waste water, local and imported water, and
desalting of sea water either from the ocean or San
Francisco Bay. The only alternative evaluation in this

report is desalting of bay water by distillation; this

would produce 858 million gallons of desalted water
annually. The estimated cost would be $1.70 per 1,000
gallons.

Refugio State Beach. The California Department
of Parks and Recreation has served brackish ground
water to users of this recreation area on the coast of
Santa Barbara County. The estimated annual water
requirement is about 3.6 miUion gallons. The concen-
tration of total dissolved solids in this water is about
1,910 ppm, and the hardness is about 1,470 ppm.
There is need to improve the water supply for this
area due to both high concentrations of total dis-

solved solids and hardness. In 1971, the California

Department of Health advised the Department of
Parks and Recreation that this water should no
longer be used for human consumption.
The lowest cost desalting process that would im-

prove the quality of the ground water is reverse os-

mosis at an estimated cost of $3.25 per 1,000 gallons.

The estimated cost of desalting nearby ocean water
by the vapor compression process, a distillation proc-

ess frequently selected for small capacity applica-

tions in which steam temperature is increased by a

compressor (See Figure 12) , would be $5.65 per 1,000

gallons. This unusually high cost is due to the small

quantity of water desalted and a low load factor. Be-

cause of the isolated location of this site, importing
surface water is not feasible. Until more suitable

ground water is located or desalting is used, potable

water supplies will have to be trucked to the site.

Gaviota State Park. The Department of Parks and
Recreation has also served brackish ground water to

the users of this recreation area on the coast of Santa

Barbara. The estimated annual water requirement is

about 33 million gallons. The concentration of total

dissolved solids in this water is about 2,650 ppm, and
the hardness is about 1,010 ppm. There is need to

improve the water supply for this area due to both
high concentrations of total dissolved sohds, which
exceed the recommended limits set by the Depart-

ment of Health, and hardness in the water supply.

The lowest cost desalting process that would im-

prove the quality of local ground water is reverse

osmosis at a cost of $1.00 per 1,000 gallons. The es-

timated cost of desalting ocean water by vapor com-
pression is $2.40 per 1,000 gallons. These costs are

lower than those for Refugio Beach due to a larger

scale of development and a much higher plant factor.

Because of the isolated location of this site, importing
surface water is not feasible. Until more suitable

ground water is located or desalting is used, potable

water supplies will have to be trucked to the site.

Environmental Impact

The types and amounts of energy required for

each desalting application and the resulting impact
on the environment are essential considerations for

each desalting application. The amount and type of

energy required vary with the desalting applications.

Where excess salinity is a water supply problem and
other water supply alternatives are not feasible, de-

salting may be the only alternative.

The environmental impact of construction and op-

eration of the desalting facilities could be minimized
through design of facilities, location, use of paint, and
screens of natural growth. In the assessment studies,

disposal of brine is by evaporation in open-lined ba-

sins or discharge into saline water. Measures could be
applied to prevent degradation of water supplies and
surrounding land by the brine or unacceptable dis-

turbance of wildlife habitat.

Cost Information

Cost data are summarized in Conclusion No. 3 and
are presented in Chapter 4 and in more detail in

Appendix A, "Cost Estimates and Possible Sources of



Financing". In some instances, financing of the re-

quired facilities may represent a problem. Where
local financing cannot be obtained, financial aid that

may be available is briefiy discribed in Appendix A.

Benefits

The benefits of providing a better quality water

supply will vary according to conditions in each com-
munity. The benefits considered in this study, as dis-

cussed in Chapter 4, are limited to those that would
accrue to residential and commercial water uses,

such as increased life of water using appliances and
plumbing, elimination of water softeners, and re-

duced consumption of soap and cleaners. Some bene-

fits can be readily measured in terms of dollars,

whereas others are indirect and difficult to evaluate.

A more general discussion of the benefits of desalting

is provided in Appendix C, "Benefits Attributable to

Improved Water Quality".

Conclusions

1. In 9 of the 10 communities selected for study,

brackish ground water is the source of water supply

and does not meet the recommended limits estab-

lished by the California Department of Health be-

cause of excessive concentrations of salt.

2. The other community, Marin Municipal Water
District, has a high-quality surface water supply,

where the safe annual yield is less than the annual

demand, and desalting is only one of the alternatives

for providing and additional water supply.

3. The minimum costs of desalting water to meet
the water quality requirements specified by each
community are shown below. In several cases it was
possible to reduce the costs by blending the desalted

water with untreated local water to provide a blend-

ed water supply that met the requirements. These
costs are also shown in the following tabulation:

Desalting Costs

(Dollars per 1000 gal-

Ions)

desalted blended
Community water product

Boron $1,09 $0.70

Buellton 1.14 0.95

Greenfield 0.92 0.74

Old Cuyama 4.46 unsuitable

New Cuyama 1.31 0.56

Havasu 4.67 2.80

Winterhaven 1.17 1.08

Marin Municipal Water District ... 1.71 unsuitable

Refugio State Park 3.23 unsuitable

Gaviota State Park 1.06 0.95

4. A more detailed evaluation should be made of

desalting to improve the water supply for the com-
munities ofNew Cuyama, Havasu, Winterhaven, and
the two state managed areas—Refugio State Beach
and Gaviota State Park—due to the limited better

quality water supply alternatives available to those

communities and the essential need of improved wa-

ter supply for future development.

5. In most of the communities assessed in this

study, desalting to improve the quality of the water
supply would result in significant benefits

6. In some communities, the local financing of

desalting facilities may be a problem. In these cases,

it is uncertain as to what, if any, financial aid may be
available under federal or state programs. A case-by-

case analysis would be a necessary first step.

7. Through use of the latest state of the art in

natural environmental protection, there would be a

minimum impact of the natural environment result-

ing from construction and operation of a desalting

facility at any of the 10 communities. The most sig-

nificant impact is expected to be caused by the

evaporation basins used for brine disposal facilities.

The facilities could be located, designed, and land-

scaped to cause minimum impact.

Recommendation

The Department ofWater Resources recommends
that the following communities consider more de-

tailed study of desalting as a means ofproviding good
quality water supplies:

a. New Cuyama

b. Havasu

c. Winterhaven

d. Refugio State Beach

e. Gaviota State Park.





II. INTRODUCTION

This study is an engineering assessment of desalt-

ing techniques that might be used to provide good-

quality water supplies in the 10 small and medium-
size California communities shown in Figure 2. In

each community, excess salt in municipal water sup-

plies, in possible supplemental supplies suggested by
the communities, or in waste water resulting from
use of these supplies, has created a problem. Bulletin

No. 193 describes how each community might use

desalting to provide good-quality water supplies and
thus upgrade the quality of life in general.

Scope

The study was conducted as a reconnaissance-lev-

el, or preliminary, assessment that will enable these

communities to evaluate the costs and benefits of

certain desalting processes. This preliminary infor-

mation will further enable each community to deter-

mine whether desalting might indeed be beneficial.

However, even if this preliminary assessment indi-

cates that desalting may be the answer to a particular

water supply problem, a more detailed analysis

would be essential before any of the 10 communities
commits itself to the construction of desalting facili-

ties.

This bulletin discusses:

1. The method by which the 10 communities were
selectefl for study.

2. The specific water supply problem in each com-
munity.

3. A desalting process, and the facilities required to

carry it out, that might be used to improve the

quality of water supplies in each community

4. The benefits of improved water supply that

would accrue to each community.

The bulletin also presents estimated costs of the

various desalting applications. The termdesalting ap-

plication includes ( 1 ) the required pretreatment of

the raw water supply, (2) the desalting process, and
(3) the disposal of remaining brine. The estimates

provided in this report do not include the cost of a

distribution system but only the cost of water at the

downstream side of the desalting plant. These costs

are preliminary and are presented to assist in deci-

sion making, but are not intended to be the basis for

determining final funding requirements or repay-

ment negotiations. If these preliminary estimates in-

dicate that desalting may be practical in a given

community, more detailed cost data and exact cost

information from manufacturers would be required

to establish final estimates. Additional information

on both costs and possible sources of financial assist-

ance are presented in Appendix A.

Regardless of the method of desalting used, the

raw water used as a source of supply (feedwater) will

require some pretreatment. Each desalting facility

must be designed for certain feedwater conditions,

e.g., mineral content, hardness, acidity, temperature,

etc. After desalting, some additional treatment may
be needed before the product water can be distribut-

ed. Moreover, the substantial quantities of brine pro-

duced will require an acceptable means of disposal.

The pretreatment of feedwater, posttreatment of de-

salted water, and disposal of brines are discussed in

some detail in Appendix B, "Pretreatment, Post-

treatment, Storage, and Disposal of Brines."

Expected benefits, both direct and indirect, for

each community are also discussed. However, be-

cause the scope of this study is limited, many of the

benefits cannot be precisely measured in dollars;

such benefits would require study in greater depth to

develop a meaningful dollar evaluation. In addition

to the discussion of specific benefits in each commu-
nity, a broad discussion of the overall benefits of de-

salting is provided in Appendix C.

The water quaUty problems discussed in this bulle-

tin, which are based on mineral analyses of local wa-

ter supplies in each community, are limited to those

that could be resolved by desalting. Both the Federal

Government and the State of California have devel-

oped standards for supphers of domestic water. Both

sets of standards are essentially the same.

Title I, Part 1, Chapter 5 of the California Adminis-

trative Code states

"It is the responsibility of each water

supplier to exercise due care and diligence

to protect the water sources under his con-

trol. . .and to take whatever investigative

or corrective action is necessary to assure

that a pure, wholesome, and potable water

is continuously supplied to users . .

."

Standards pertaining to permissible limits of min-

eral concentrations in domestic water supplies, as set

forth in Chapter 5 of the California Administrative

Code, are presented as Appendix D, "Quality Stand-

ards for Domestic Water Supplies".

Purpose of Study

The general objective of this study is to assess, at

a reconnaisance level, desalting applications to pro-

vide good-quality water supplies for 10 California

communities. The communities were selected from
those in the inventory, which primarily included



small and medium-sized, isolated California com-
munities where desalting might be used within the

next 5 years to (a) improve the quality of existing

water supplies, (b) provide supplemental fresh wa-
ter, or (c) facilitate the disposal of waste water. Nine
of the communities represent various types, e.g., ag-

ricultural, nonagricultural, desert, coastal, recrea-

tion-oriented, and one is part of a metropolitan area.

These improved water supplies would be used in

homes, industries, and commercial establishments,

but would not be used for irrigated agriculture.

Of special interest to California is the evaluation of

desalting techniques that would provide good-qual-

ity water supplies in such communities. The State has

a continuing interest in developing and improving
the management of water resources, including sur-

face water, ground water, reclaimed waste water,

and, in certain coastal areas, the desalting of sea wa-
ter.

The States's interest in reclaimed water includes

(1) the direct use of treated waste water for non-
domestic purposes, or its indirect use through re-

charge of ground water; and (2) the removal of

dissolved salts in waste water to meet the require-

ments set by the State Water Resources Control
Board for discharge into the State's waterways. De-
salting processes that will accomplish both of these
goals are now available.

Of special interest to the Office of Saline Water
was the feasibility of medium-size desalting apphca-
tions in communities where water quality has been
impaired by excessive concentration of salts. Since
1952, the Office of Saline Water has devoted consid-
erable financial support to the development of proc-
esses and equipment that will remove dissolved
solids from water, and has supported a number of
similar studies in other states which have demon-
strated that desalting is a practical method for im-
proving the quality of brackish water.

Background

Overall, California has an abundant supply of both
surface and ground water. However, the wide dis-

parity in distribution of the available surface water
has resulted in severe water deficiencies in some
parts of the State. In general, the greatest quantities

of surface water are available in areas with the fewest
people—the North Coastal Area and the Sacramento
Basin. As a result, large-scale transfer systems, such as

the recently completed first phase of the State Water
Project, have been constructed to transport surface
water from areas of surplus to areas of need.

In most of the State's surface water, the concentra-
tion of salts, which is a determining factor in the
evaluation of water quality, and thus its usability, is

relatively low. However, in Southern California,

large quantities of surface water are imported from

the Colorado River. In 1970, the concentration of

total salts in the Colorado River at Parker Dam was
about 750 parts per million (ppm), considerably

higher than the maximum of 500 ppm recommended
for drinking water by the U. S. Public Health Service.

Moreover, predictions of the future quality of Colo-
rado River water at Parker Dam, based on the ex-

pected development of upstream projects, indicate

that its average salinity will increase to about 1,000

ppm by 2000.

Ground water, also an important source of water in

California, provides about 40 percent of the State's

water supply. Ground water can be found in almost
any part of the State; however, production rates per
well vary widely—from a few gallons to several thou-

sand gallons per day—and in some parts of the State,

the ground water is so brackish that it is all but unusa-
ble.

The concentration of salts in ground water varies

in different parts of the State and frequently varies

with the depth below ground surface. In general, the

concentration of salts in ground water exceeds that

of surface water in the same area. When various com-
munity water supplies were inventoried for this

study, the highest concentration of total dissolved

salts (TDS) in ground water was about 9,500 ppm

—

greatly exceeding the level of 500 ppm recommend-
ed by the U. S. PubUc Health Service. However, such
water would rarely be used. In this survey of com-
munities, the highest TDS concentration in ground
water used regularly was about 4,300 ppm (at Old
Cuyama in Santa Barbara County)

.

Most poor-quality ground water is found in the

southern half of the State. In some cases, the inferior

quality results from high concentrations of specific

salts; in others, from high concentrations of total salts.

In many California communities, this high salt con-

centration in ground water restricts its use for mu-
nicipal water supplies. Some of these communities
have solved the problem through imports of surface

water. Others, however, have been unable to avail

themselves of water transfer projects. Some com-
munities are too distant from project facilities, others

lack the financial resources, and still others have
been unable to develop sufficient community inter-

est and support.

Associated with the cost of water in these com-
munities are such hidden costs as the purchase of

excessive washing powders, soaps, water softeners,

bottled water, etc., and such intangible costs as cor-

roded plumbing systems and shortened appliance

life. These costs are often difficult to evaluate in

terms of dollars. The industrial and commercial use

of highly mineralized water frequently results in ad-

ditional hidden costs.

With today's rapidly expanding knowledge of and
interest in public health, many communities are de-

manding that their water supplies be (1) free of toxic



and corrosive substances, (2) free of harmful organic

and biological matter, (3) without objectionable

taste or odor, and (4) clear and colorless. As a guide

to the acceptability of water supplies, the California

Department of Health has provided standards for

levels of bacteriological, physical, chemical, and ra-

diological constituents. Appendix D, "Quality Stand-

ards for Domestic Water Supplies", presents

standards governing the mineral content of domestic

water supplies.

Most physical and bacteriological constituents can

be removed by filtration and coagulation. However,

with the exception of the hardness ions, i.e., bicar-

bonates and some phosphates, such treatment proc-

esses will not remove dissolved salts. On the other

hand, the capabihties of today's desalting processes

range from the removal of particular ions to the

removal of essentiallv all dissolved substances except

gases.

Desalting Technology

During recent years, desalting technology has

shown marked improvement. New processes have
been introduced, and previously developed proc-

esses have been upgraded. These improvements
have reduced the rate of increase in costs of desalt-

ing, even in this day of escalating costs. One example
of such a process is reverse osmosis, which during the

1960"s was still in the laboratory stage. Today, reverse

osmosis is widely used for a number of desalting

tasks. Other widely used desalting processes include

distillation, electrodialysis, and ion exchange.

To provide a desalting plant of the capacities dis-

cussed in this bulletin would require from 1 to 2 years

between approval of a contract with an equipment
manufacturer and the production of desalted water.

A skid-mounted reverse osmosis unit could be ready

for production in about 1 year from the contract

date. Construction of a distillation unit on site would
require from 1 to 2 years.

For the 10 communities considered in this report,

5 types of desalting processes were evaluated. Where
local water supplies were brackish, reverse osmosis,

electrodialysis, and ion exchange were considered.

In three of the communities, where the source of

water would be the ocean or San Franciso Bay, two
distillation processes—vertical tube evaporation and
vapor compression—were included in the analyses.

Except for a vertical tube evaporation plant, each

of the desalting facilities discussed in this report is

small enough to be mounted on a skid. Each could be

assembled by the manufacturer and delivered as a

unit to the operational site. Each could be designed

to accommodate additional modules if additional fu-

ture capacity were considered a possibility.

The five desalting processes considered in this

study are briefly discussed in the following para-

graphs.

Reverse Osmosis

Ordinarily, if fresh water and brackish water are
separated into compartments by a semipermeable
membrane, the fresh water will pass through the

membrane by osmosis, which is the natural process

of equilization of solutions, and dilute the brackish

water. However, if pressure is exerted on the saline

solution, the osmosis process can be reversed. When
the pressure on the brackish water exceeds the natu-

ral osmotic pressure, fresh water from the brackish

solution will pass through the membrane to the

freshwater side, leaving the salts in a concentrated
brine. Figure 3 is a flow diagram of a typical reverse

osmosis installation.

The higher the salt concentration in the feedwa-
ter, the higher the pressure required, and, as the
pressure is increased, the stronger the membrane
required to prevent the passage of salts. At the
present time, membranes strong enough to with-

stand the very high pressures required to desalt sea

water have been developed for use in the laboratory.

The four common membrane arrangements—plate

and frame, tubular, spiral wound, and hollow fiber

—

are shown in Figure 4. A typical apparatus is present-

ed in Figure 5.

When water contains a high proportion of sulfates

or carbonates that cause scale on the membrane sur-

face and when a high recovery of product water from
the feed water is desired, pretreatment of the feed
water is necessary. In connection with a test program
for desalting agricultural waste water, the Depart-
ment at its Waste Water Treatment Evaluation Faci-

liy is using an ion exchange softening process as a

pretreatment for the feed water to experimental re-

verse osmosis units. With this ion exchange pretreat-

ment, we have been able to recover by reverse

osmosis desalting 90 percent of the water from the
feed. The feed water contains about 6,000 parts per
million TDS and has a high concentration of sulfate.

This pretreatment of reverse osmosis feed water by
ion exchange softening is still experimental. The
combination was, therefore, not considered for the
applications described in this bulletin.
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Courtesy of Polymetrics

Courtesy of Envirogenics Systems Company

Figure 5. Typical Apparatus for Reverse Osmosis Process

12



Electrodialysis

Electrodialysis combines the use of an electrically

charged cell and ion-selective semipermeable mem-
branes to remove salts from brackish water. When a

salt dissolves in water, it tends to break down into

ions. Positive-charged ions, such as sodium, are called

cations; negatively charged ions, such as chloride, are

called anions.

As mineralized water is passed through an elec-

trodialysis cell, the cations are attracted to a negative
electrode and the anions are attracted to a positive

electrode. Two types of membranes are used. Cation-

permeable membranes permit passage of cations

only, such as sodium and calcium. Anion-permeable
membranes permit passage of anions only, such as

chloride and sulfate.

In actual practice, a large number of membranes
can be placed between the electrodes, forming a

number of dilute (deminerahzed) compartments
and concentrate (brine) compartments. With the
salt ions removed from the influent water, desalted
water flows out of the cell (as shown in Figure 6) . A
typical installation (stack) 48 inches high, 18 inches
wide, and 40 inches long contains as many as 640

membranes. A typical apparatus is shown in Figure
7.

DIRECT CURRENT
SOURCE

CONCENTRATED
BRINE

CATION -PERMEABLE
MEMBRANE

ANION-PERMEABLE
MEMBRANE

BRACKISH ^
WATER

® SODIUM ION OR OTHER (POSITIVE) CATION

CHLORIDE ION OR OTHER (NEGATIVE) ANION

Figure 6. Schematic Diagram of Typical Electrodialysis Process

13



Courtesy of Ionics, Inc., and F& F Industries

Figure 7. Typical Apparatus tor Electrodialysis Process
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Ion Exchange

An ion exchanger is a porous bed of natural materi-

al or synthetic resins that have the ability to ex-

change ions held in the resin with those in the

mineralized waters that contact the bed. In the ion-

exchange process, both cation and anion exchangers

are used. The beds are usually placed in series so that

the mineralized water passes first through the cation

exchanger and then through the anion exchanger.

In the cation exchanger, cations, such as sodium,

are taken from the mineralized water, and a hydro-

gen ion is put into the water. In the anion exchanger,

anions, such as chloride, are taken from the water,

and a hydroxide ion is put into the water. Thus, so-

dium chloride is removed from the brackish water,

leaving demineralized water for use. In addition, the

hydrogen and hydroxide ions combine to form more
water, thus adding to the volume of fresh water pro-

duced.
As the conversion process continues, the resins

become increasingly saturated with the ions and fi-

nally lose their ability to remove the various ions in

the minerahzed water. At this point, the resin beds

must be regenerated with acid and caustic to restore

their ion-exchange properties. The chemicals used to

regenerate the resins, and the ions removed from the

resins during regeneration, increase the wastes re-

quiring disposal.

A flow diagram of the ion exchange process is

shown in Figure 8. Figure 9 is a typical ion exchange

installation.

Cation Exchanger Anion Exchanger

Figure 8. Schematic Diagram of Ion Exchange Process
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Phofos Courtesy of CHROMALLOY - L*A/Water Treatment Division

i-V^i -f

Figure 9. Ion-Exchange Desalting Plant and Close-up View of Resin Tanks

16



Vertical Tube Evaporation

Vertical tube evaporation is a distillation process

generally used for desalting water of high salt con-

centrations, such as sea water (average TDS, 35,000

ppm). In vertical tube evaporation, or distillation,

the saline water is passed through a series of large,

interconnected vertical chambers (called "effects"),

where part of the saline water is converted to steam

(evaporated) and then condensed as salt-free water.

The preheated saline water enters the effect, and,

as it falls through the tubes, it is heated by steam that

envelops the tubes. This heat-exchange operation

converts some of the water from the saline solution

inside the tubes into steam, and simultaneously con-

denses some of the steam that surrounds the tubes

into fresh water.

To obtain high efficiency in the recovery of heat

energy, the process is repeated in several effects,

which are arranged in series. The steam for the first

effect is supplied by a steam-generator plant, and the

condensed water from the first effect is returned to

the steam-generator plant to be reconverted into

steam. Steam generated inside the tubes of the first

effect flows to the second effect, where it surrounds

the second bundle of tubes. The brines not vaporized

in the first effect are pumped to the top of the second

effect and flow downward through the second tube

bundle, and the process is repeated through several

effects until most of the heat energy supplied in the

first chamber is recovered.

A diagram of the vertical tube evaporation process

is shown in Figure 10. Figure 1 1 shows a typical pilot-

plant installation.

Preheated feedwater

Steam

Boiler

Condensate

Vent noncondensoble gas streonn

( to vocuum system)

Final condenser
(Heat rejection)

Screen

Cold cooling water

and feedwater stream

from source

Brine Product

b lowdown

Water cooling

water return

Figure 10. Schematic Diagram of Typical Vertical Tube Evaporation Process
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Courtesy of U. S. Bureau of Reclamation

Figure 11. Typical Apparatus for Vertical Tube

Evaporation Process (Pilot Plant)

Vapor Compression Distillation

When a vapor in compressed, its temperature and
pressure increase and its volume decreases. The use
of this principle has been incorporated into vapor
compression distillation of sea water. In vapor com-
pression distillation (Figure 12), saline water is

pumped into a large chamber. As the feedwater
passes into the chamber, it is heated by steam, and
the transfer of heat within the chamber causes some
of the feedwater to vaporize.

The vapor is then drawn off by a compressor and
returned through a tube to the chamber, where it

loses heat, by condensation, to the incoming feedwa-
ter. As the vapor condenses, it is drawn out of the

chamber as salt-free water. The incoming saline wa-
ter vaporizes, passes to the compressor, and the cycle

is repeated.

The primary difference between vapor compres-
sion and other distillation processes is that a separate

source of steam heat is required only for start-up. The
process converts mechanical energy to produce its

own heat and thus eliminates the need for a large

steam generator. The vapor compression unit is com-
pact and is available in sizes that produce relatively

small amounts of product water. Vapor compression
distillation is used to provide drinking water on ships,

in island communities, and on offshore oil platforms.

A diagram of the vapor compression process is

shown in Figure 12. Figure 13 is a typical apparatus.
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Figure 12. Schematic Diagram of Typical Vapor Compression Distillation Process
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Courtesy of Mechanical Equipment Company

Figure 13. Typical Apparatus for Vapor Compression Distillation Process (50,000 gpd output)

Factors in Desalting Process Selection

Several factors must be considered when deter-

mining the desalting process to be used for a given

application. However, some general statements can
be made as to which desalting processes are likely to

be most favorable when desalting certain feed wa-
ters. The following are taken from "Desalting Hand-

20



book for Planners", U. S. Department of the Interior,

Ma\ 1972.

".
. . the most favorable feed water

salinities for practical application of the

\arious desalting processes are approxi-

mately as follows:

Distillation processes 10,000-50,000 ppm
Freezing 5,000-50,000 ppm
Electroialysis 1,000- 5,000 ppm
Reverse osmosis 1,000-10,000 ppm
Ion exchange 0- 2,000 ppm

For the purpose of cost comparison, feed

water salinities outside these ranges could

be considered when particular circum-

stances so indicate. For instance if extraor-

dinarily high or low product concentrations

are required the cost picture could change
considerably."

The handbook shows the approximate capital cost,

energy costs, and other costs as a percentage of total

costs for various processes. These are as follows:

Size of Plant
Process Considered

Membrane
Reverse Osmosis 10 mgd
Eiectrodialysis 10 mgd
Thermal
Multistage Flash 50 mgd
Vertical Tube

Evaporator

—

Multiple Flash 50 mgd
Vapor Compression

—

Vertical Tube
Evaporator

—

Multistage Flash 8 mgd

' Includes 32% for supplies and maintenance materials mostly for membranes,

' Includes 15% for membrane replacement costs.

Capital

Costs





III. SELECTION OF STUDY AREAS

The 10 areas finally selected for study varied from
a desert community in southeastern California to a

state beach on the Pacific Coast. The selection proce-

dure is briefly described in the following paragraphs.

First, isolated California communities with munici-

pal water supplies containing excessive minerals

were inventoried. Communities were selected for

the inventory by a comparison of local water quality

with standards established by the U. S. Public Health
Service. All communities with water supplies of sub-

standard quality were included; however, the final

selection of study areas was based on such factors as

(1) type of community, (2) location, (3) degree and
type of water quality problem, and (4) community
interest in water quality improvement.

Inventory of Communities

The inventory was conducted through a search of

water quality data in the files of the California De-
partment of Water Resources and through discussion

with representatives of county health departments,
the California Department of Health, and the Cali-

fornia Regional Water Quality Control Boards.

Criteria

The following criteria were used to select com-
munities to be included in the statewide inventory:

1. Location in any part of the State

2. Excessive concentration of salts in (1) existing

water supplies, or (2) supplemental water sup-

plies, or (3) waste water.

3. Isolation from sources of supplemental water of

satisfactory quality that could be blended with or

replace existing poor-quality water supplies.

4. Water supphes must be improved during the

next five years. Present water supplies sufficient-

ly poor to require immediate improvement, or

indication that improvement would be needed
within five years.

5. Water supplies used for nonagricultural pur-

poses. Waste waters considered excluded indus-

trial or agricultural wastes

6. Water supphes of substandard quality were iden-

tified by comparison with the following stand-

ards recommended by the U. S. Public Health
Service and the California Department of

Health:

Constituent



an east-west line through Bakersfield. As shown in

Figure 1, most of the Southern California communi-
ties included in the inventory are grouped in rela-

tively few areas. The more densely populated

communities in Los Angeles, Orange, and San Diego
Counties meet their major water requirements by
importing surface water. Communities in the desert

area of southeCtStern California are widely scattered,

and no surface water is used except along the Colo-

rado River and in central Imperial and Riverside

Counties, where water is imported from the Colo-

rado River.

In Central California only a few communities, all

of them located on the floor of the San Joaquin and
Salinas Valleys, were included. The easternmost and
westernmost portions of central California are moun-
tainous, and the communities located there are small

and generally have good-quaUty water supplies. In

the San Joaquin Valley, most communities have been
developed where good-quality ground water is avail-

able. In addition, some of these communities are re-

ceiving good-quality imported water.

Only a few isolated, individual wells in Northern
California were included in the inventory; these are

located on the floor of the Sacramento Valley and in

eastern Lassen County. The poor-quality ground wa-
ter in Lassen County is principally due to geothermal
activity. The communities in the far northern part of

the State, which is rich in good-quality ground and
surface water, generally have adequate water sup-

plies available at reasonable costs.

A few communities near San Francisco Bay and on
the adjacent coast were included in the inventory.

Only one Bay area community uses brackish ground
water for municipal water supplies. The other com-
munities have considered desalting either saline wa-
ter from San Francisco Bay or sea water as

alternative supplemental sources of fresh water.

A variety of communities are represented in the

inventory. Two are state recreation areas at ocean
beach sites, where further development is planned.

At both sites, present water supplies consist of brack-

ish ground water. Other communities in the inven-

tory varied from isolated desert towns to coastal

communities, with populations ranging from a few
persons, to medium-size urban areas including mo-
bile-home and retirement communities. In some of

these communities, water is suppUed by small com-
panies operated by one person; in others, by larger

municipal districts.

The water quality problems affecting most of these

communities also vary. In some, the problem is a

high concentration of total dissolved solids; in others,

high concentrations of specific salts are the problem;
and in still others, the water is excessively hard. In

the inventory, the highest concentration of dissolved

solids in water distributed to users is about 4,300

ppm.

In certain communities included in the inventory,

where water supplies had been derived from wells

delivering water of substandard quality, new wells

have been developed to deliver water of suitable

quality. In such cases, community water supplies

were considered adequate. However, should water
demands in these communities continue to increase,

the substandard ground water might be upgraded by

desalting and used as a supplemental water supply.

Final Selection

Within the resources available for the assessment

of desalting apphcations in these communities, 10

was considered the maximum number that could ef-

fectively be studied. Criteria for the final selection

were determined jointly by representatives of the

Department of Water Resources and the Office of

Saline Water.

The inventory was first narrowed to 20 communi-
ties by application of the criteria listed in the follow-

ing paragraphs. Then, through direct contact and
discussion with representatives of these communi-
ties, the final 10 were selected.

Criteria

These are the criteria used in the final determina-

tion:

1

.

The degree of need for improvement in the qual-

ity of water supply or waste water.

2. Community interest in improvement of water
supplies.

3. Demands by regulatory agencies for improve-

ment of water supplies.

4. Benefits offered by desalting.

5. Availability of alternative supplies.

6. Hardness in water supplies.

Results

The 10 study areas selected for assessment consist-

ed of five communities with brackish ground water;

two that discharge brackish waste water; two state

recreation areas with brackish ground water; and
one water district serving several communities that

might use treated sea water as a supplemental water

supply. The 10 communities are shown in Figure 2

and described briefly in the following paragraphs:

1. Boron is a desert community in Kern County
with a population of about 2,500. The community
is a residential area for employees of nearby in-

dustries. The water supply is brackish ground wa-

ter.

2. Buellton population 1,600, is located in Santa Bar-

bara County. Although situated in a coastal val-

ley, Buellton is not an agricultural community.
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The water supply is hard ground water contain-

ing excessive manganese and iron, which cause
discoloration. The use of residential water soften-

ers has produced highly mineralized waste wa-
ter, and the California Regional Water Quality
Control Board, Central Coast Region, has or-

dered Buellton to reduce the concentration of

salts in its waste water before disposal.

Greenfield is a coastal valley agricultural center
in Montere>' County, with a population of about
3,000. The water supply is hard ground water,

which creates a problem of waste water disposal.

The Regional Water Quality Control Board, Cen-
tral Coast Region, has ordered Greenfield to

reduce the concentration of salts in its waste.

Old Cuyania is an interior valley agricultural

community in Santa Barbara County with a

population of about 55. The water supply is high-

ly brackish ground water. The California Depart-
ment of Health is questioning the use of this

water by the community.

Sew Cuyama is located in the same valley, about
4 miles from Old Cuyama, with a population of

about 800. The water supply is brackish ground
water. For about 20 years, the community was a

residential area for employees in nearby oil and
gas fields. Just recently, however, the Founda-
tion for Airborne Relief purchased New Cuyama.
This nonprofit organization has been flying

global mercy missions from Long Beach, Califor-

nia since 1967. New Cuyama will now be world
headquarters for the foundation and a disaster

relief technology research center. The founda-
tion also proposes to establish a fly-in community
at New Cuyama.

Havasu is a desert community of mobile homes
and other residences for retired persons or for

weekend use, with a population of about 220 (on

weekends) . The community, located in San Ber-

nardino County, is near Lake Havasu, a reservoir

on the Colorado River. The water supply is

brackish ground water. The California Depart-
ment of Health has issued Havasu a temporary
permit to supply domestic water supplies, with
the provision that water quality must be im-
proved.

7. Winterhaven is a nonagricultural desert commu-
nity, population about 900, on a main highway
connecting the Southern California coast with
Arizona. The California Department of Health
has recommended that this community improve
its waste water disposal system. Plans are also

pending to improve the highly mineralized local

water supplies.

8. Marin Municipal Water District is a water pur-

veyor in Marin County serving several communi-
ties on the northwest shore of San Francisco Bay.

The present water supply for this district is sur-

face runoff However, the demand for water in

the district service area exceeds the safe yield of

the present supply. To extend or supplement its

present water supply, the district is currently

considering the conservation of present water

supplies, further development of fresh water,
reuse of waste water, and desalting. To further
evaluate desalting, the district expressed a desire

to be included as one of the 10 communities con-
sidered. This study area stands apart from the
other nine for the following reasons:

a. Desalting is already being considered as a

possible alternative by the District;

b. Desalted water might be used conjunctively
with local fresh surface water;

c. The service area could be a group of small

and medium-size communities; and

d. This application of desalting would be of a

different size and type than those in the
other service areas.

9. Gaviota and (10) Refugio are the two state recre-

ation areas administered by the Department of

Parks and Recreation; each is in a different stage

of development. At each area, improvement of

water quality is part of the development plan.

Although sea water is close at hand, the facilities

required for desalting and for discharge of brines
into the ocean will require special consideration

to prevent environmental problems. At each
area, a poor-quahty brackish well is the only wa-
ter supply. Because of the inferior quality water,

the California Department of Health hmited use
of Refugio State Beach during 1972.
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IV. EVALUATION OF DESALTING APPLICATIONS

For each of the 10 communities included in the

tudy, the most practical desalting applications to

)rovide good-quality water supplies were evaluated,

^s explained in Chapter II, the desalting apphcation
ncludes (I) pretreatment of the raw water supply,

2) the desalting process, and (3) disposal of brine,

"his chapter discusses (for each community) rele-

ant community conditions, available water supplies,

lesalting appHcations, benefits, and the feasibility of

lesalting.

The results of this preliminary study are not in-

ended to provide the sole basis for a decision on the

pplication of desalting to improve water quality,

lather, this assessment is to be used to determine
t-hether a more detailed study of a particular desalt-

ng application is warranted.

Preliminary Information

Much of the cost data for construction, operation,

nd maintenance of desalting facilities, and parame-
ers affecting those facilities, were obtained from the

)ffice of Saline Water publicationn "Desalting
landbook for Planners". Other supplemental infor-

nation was obtained from the water agencies serv-

rig the various communities, equipment suppliers,

nd personnel of both the Department of Water Re-
ources and the Department of Parks and Recrea-
ion.

A 5.5-percent interest rate was used for amortiza-
ion of project costs and interest during construction,

"he useful operating life of all desalting plants was
onsidered as 30 years, even though some of the
•lant components have shorter lifetimes. To com-
pensate for this difference in plant life, the costs used
Dr components with a useful life of less than 30 years

I'ere adjusted accordingly.

Most of the communities had requested that their

vater suppUes be desalted to levels of (1) 500 ppm
if total dissolved solids, and (2) 100 ppm of hardness
s calcium carbonate (CaCOa). Accordingly, the ini-

ial evaluations were based on the attainment of a

iroduct-water concentration of those levels. Howev-
T, the salt concentration of brackish water can be
educed to less than 500 ppm TDS by the membrane
IT chemical processes. Therefore, the evaluations

vere refined to include the blending of such higher
[uality product water with untreated water as a

aore efficient method of obtaining the desired con-

entration.

In the cost estimate tables for 9 of the 10 communi-
ies (the exception being Marin Municipal Water
)istrict), two costs are shown for reverse osmosis

and two for electrodialysis. This is because neither of

these processes could be used, at a given degree of

treatment, to attain the desired levels of both TDS
and hardness. In these nine communities, the degree
of treatment required was determined on the basis of

the hardness level.

In Winterhaven, for example, the degree of treat-

ment required to reduce TDS to 500 ppm by reverse

osmosis would reduce hardness to only 204 ppm. On
the other hand, the greater degree of treatment re-

quired to reduce hardness to 100 ppm would also

reduce TDS to 245 ppm, a lower concentration than

required for acceptable domestic water supplies, but

at an increased cost of $0.18 per 1,000 gallons of prod-

uct water.

The annual plant load factor shown in the cost

tables also significantly affects the unit cost of prod-

uct water. The load factor is the percentage of the

annual design capacity that would actually be pro-

duced by the desalter. Except for the costs of energy
and brine disposal, the operating cost of a plant oper-

ated at less than full capacity will not be significantly

lower than that of a plant operated at full capacity.

The unit cost of desalted water is also affected by
the size (capacity) of the desalter. In most cases, for

a given desalting process, the smaller the capacity of

the plant, the higher the unit cost of product water.

The optimum capacities for pumping, desalting,

and storage can be determined for each community
but are beyond the scope of this study. A certain

amount of storage will be necessary to satisfy water
requirements to meet peak demands. More detailed

study may indicate that increased storage capacity

would enable use of a smaller capacity desalter oper-

ating at higher efficiency. The optimum system for

any of the communities can be determined if further

study is warranted.

The disposal of brine or waste water from the de-

salting process must be in compliance with various

state regulations governing waste discharge and
must minimize any detrimental environmental im-

pact. The three methods considered for disposal of

brines are ( 1 ) discharge into a municipal waste water
disposal system, (2) depositing the brine through
deep wells into subsurface aquifers, and (3) evapora-

tion from shallow basins. At coastal sites, an addition-

al alternative is direct discharge into the ocean.

When brine is discharged into a waste water dis-

posal system, it may be diluted by other waste water;

however, such dilution will not remove the salts. If

the waste water is eventually discharged into a

stream or river, the salt content may degrade the

receiving water in violation of discharge require-
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ments. If the waste water were used for irrigation,

the high salt content would eliminate its use for cer-

tain crops. If waste water were to percolate from

treatment basins or spreading grounds, the high salt

content may degrade underlying ground water.

When deep wells convey the brineto deep aquifers

for disposal, the aquifers must be located so that the

brines cannot migrate into other aquifers containing

usable water. In addition, the brines must be compat-

ible with the formations in the aquifer, i.e., must not

plug the aquifer, or the brine inflow will be impeded.
The crucial factor in disposal by evaporation is the

net evaporation rate. This rate is highest in arid areas

and lowest along the coast. Therefore, the most effi-

cient evaporation basins would be in dry desert

areas. Furthermore, in some desert basins, the

permeability of the soil would permit percolation of

fluids. However, if such fluids might percolate into

usable ground water, vertical and lateral confine-

ment of the waste fluids must be provided by artifi-

cial barriers. Although the evaporation method
would leave some residue, this could be hauled to a

satisfactory dump site.

For desalting sites near the ocean or other saline

water bodies, such as San Francisco Bay, the brines

could probably be discharged into the ocean or bay

after adequate diffusion in an offshore outfall. Where
waste heat is of concern, as in the distillation process,

special measures must be taken to meet thermal and
salinity discharge requirements established for re-

ceiving water.

Three-tap or dual water supply systems have been
used in some communities where both two water

supplies of significantly different qualities were
available and the cost of the better quality water was

considerably higher than for the poor-quality water.

The poor-quahty water is frequently not potable.

This type of system was not evaluated for any of the

10 communities. The better quahty water is usually

used only for drinking, cooking, and washing, and the

poor-quality water for irrigation and disposal of

wastes.

Dual water systems are being considered by the

Department of Parks and Recreation in the develop-

ment plans for Refugio State Beach and Gaviota

State Park. The other communities did not consider

a dual system to be feasible, due to the cost of adding

another water main to an existing distribution system

and the additional service connections and plumbing
required for each service.

The City of Coalinga in western Fresno County is

an example of a California community where a dual

water system was used , because the poor quality of

the local water supply created a problem. First, a

better quality water supply was imported by railroad

to provide water for drinking and cooking. Later the

desalting of the poor-quality local water supply ehmi-

nated the importing of water by railroad. Recently

thedesalting plant was shut down when an ample

supply for good quality water was imported by canal,

thereby eliminating the need for two separate water

systems.

Energy Requirements

Each desalting process requires the use of energy.

The amount of energy used varies with the desalting

process; however, all water treatment processes re-

quire the use of some energy. For each desalting

process the fluids are moved through the system by
pumps. In most small systems, the pumps are driven

by electric motors. In larger systems, the pumps may
also be operated by gas or steam turbines or by gas

or diesel reciprocating engines.

In addition to just moving fluids, high pressures

must be developed by pumps in the reverse osmosis

process. In the electrodialysis process, additional en-

ergy is used to develop a direct-current electrical

field in the fluid to be desalted. In the distillation or

evaporation process, heat to cause a change from
liquid to water vapor is provided by burning fuel or

by compression of a fluid.

Concern about the future cost and availability of

energy is important in the planning of future water
treatment facilities. For the assessment studies dis-

cussed in this report, the electrical energy require-

ments and demands are shown in Table A-5 in

Appendix A.

Impact on the Environment

Consideration of all external conditions and influ-

ences that affect life and its development is impor-

tant in evaluating the impact of a desalting

application on the environment. The principal fac-

tors to be considered are visual conditions, noise, and
the effects of construction and operation on the hu-

man environment and wildlife habitat.

Buildings to house facilities can be made attractive

by design, painting, and screens of natural growth. If

the facilities are not housed, they can be made at-

tractive in a like manner. If noise is a problem, the

housing can be designed to minimize the noise. In

the assessment studies, the disposal of brines is by

evaporation in open-lined basins or by discharge into

saline water. Impermeable linings would control the

lateral and vertical movement of water from the ba-

sin. The location of the basins and natural plantings

around them could provide some recreation and
wildlife cover. Discharges into sea water will require

careful planning and construction to minimize dis-

turbance of wildlife habitat and to meet discharge

requirements.

In all desalting applications, some storage of treat-

ed water will be necessary; however, the same
amount of storage will be required for water supplies

from other sources. All pipe hues outside the perime-

ter of the desalting plant would be buried and thus

out of sight.
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Boron

Summary of Assessment for Boron



mended levels. In addition, the boron concentration

of 1.26 ppm in water from well No. 15 is higher than

desirable for plants sensitive to boron. When the out-

puts of both wells are mixed, the delivered water has

a TDS of about 1030 ppm, including fluoride of 1.0

ppm and a high sodium-chloride content.

Table 1. Chemical Composition of

Water Supply in Boron

Bicarbonate, HCO3..

Carbonates, COs ....

Chloride, CI

Fluorides, F

Nitrate, NO3
Nitrites, NOj
Phosphate, PO.,

Sulfate, SO4
Sulfides, S

Arsenic, As

Boron, B

Calcium, Ca

Copper, Cu

Iron, Fe

Magnesium, Mg
Manganese, Mn
Potassium, K

Selenium, Se

Sodium, Na

179

434

0.7

221

0.1

19

Hardness as CaCOj 288

Total Dissolved Solids 1,175

185

241

0.9

3

233

45

0.1

11

156

892

182

338

0.8

227

0.06

65

0.1

15

222

1,034

pH
Conductivity

per cm)...
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Figure 14. Location of Proposed Desalting Facilities in Boron

tial garage, near the existing 60,0(X)-gallon storage

tank. The evaporation basin would have a low profile

and would be noticeable only within a short distance

of the site. There should be no odor from the basin.

Noise generated by pumps could be suppressed.

Benefits

The residents of Boron would benefit from im-

proved water suppHes through (1) increased life of

appliances and galvanized iron pipe in plumbing sys-

tems, (2) decreased use of water softeners and bot-

tled water, and (3) reduced need for soaps and
washing powders.
Home water heaters with a 5-year guarantee usu-

ally last about 5 years when used with unsoftened

water; with soft water, water heaters will last about

7 years. Evaporative air coolers and refrigerator ice-

makers require less frequent repair when soft water

is used.

Water softeners are used in about 25 percent of the

homes in Boron. In addition to the cost of the soft-

ener, there is the additional cost of frequent recharg-

ing. However, those who use water softeners require

only about half as much soap and detergent than do
those who use unsoftened water.

Boron does not have a municipal sewage disposal

system, and the community is served by individual

septic tanks. This causes another problem for home-
owners; because of the excessive washing powders
and soaps used, if waste water from a washing ma-
chine is discharged into a septic tank, the tank will

not function properly. As a result most families must
use a local laundromat.

Bottled water is delivered to 325 customers in Bo-

ron at $1.97 for 5 gallons. The monthly consumption

of bottled water ranges from 15 to 20 gallons per

person during the summer; during the winter, only

about half this amount is used.
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Treatment Focilities

Feedwater

Pipeline

MGD 1.07

TDS 1,030

H 220

00 ft.

0.8,

0.36 MGD

Proposed RO
Desalting Plant

G.S. 2,350

MGD 0.64

Product

Pipeline

L 4.4

MGD 1 .00

TDS 470

H 100

Brine Pipeline

L 600

MGD 0.07

TDS 9,140

Proposed 4.7 acre

Evaporation Pond

G.S. 2,345

ABBREVIATIONS



Table 2. Boron: Estimated Output of Desalter, Costs of Desalting,

and Land Requirements

Annual water requirements 165,000,000 gollons

Peck daily requirements 1,000,000 gallons

Annual desalting plant load factor 45 percent



Buellton

Summary of Assessment for Buellton



Table 3. Chemical Composition of Water
Supply in Buellton (Well No. 5)

Bicarbonate, HCO3 399

Corbonofes, CO] -

Chloride, CI 53

Fluorides, F 0.5

Nitrate, NO, < 0.01

Nitrites, NO2
Phosphate, PO4

Sulfate, SO^ 265

Sulfides, S

Arsenic, As —

Boron, B

Calcium, Co 124

Copper, Cu -

Iron, Fe 0.2

Magnesium, Mg 61

Manganese, Mn 0.06

Potassium, K 2

Selenium, Se -

Sodium, No 57

Silica, SiO, 32

Hardness as CoCOj 563

Totol Dissolved Solids 791

pH 7.3

Conductivity (micromhos per cm) 970

- Not anolyied.

Because the water supply is excessively hard, many
residents use home water softeners, some of which
are exchange units and others the regenerative type.

The use of the regenerative softeners has resulted in

the disposal of brine into the waste water disposal

system, which, in turn, produces a high concentra-

tion of salts in the wastes discharged from the system.

As a result, the California Regional Water Quality

Control Board, Central Coast Region, has set new
limits for the concentration of TDS, chlorides, sul-

fates, and sodium in the wastes discharged. At times,

the salt content of the waste water discharged has

been several times higher than the prescribed limits.

To help meet the requirements of the Control Board

order, in 1973 the community adopted an ordinance

that (1) prohibits the installation of regenerative-

type water softeners, and (2) prescribes that the use

of those already installed be discontinued by 1978.

One solution to the salt problem would be to desalt

the waste water to an acceptable level before dis-

charge. However, this would not improve the quality

of the original water supply. The community would

realize the greatest benefit if the incoming water

were treated, with the intent of eliminating, or at

least reducing, the use of residential water softeners.

This treatment could also be used to solve the dis-

coloration problem.

The discoloration is attributed to excessive manga-

nese and iron in the water supply. After the water

stands for awhile, a black precipitate, which causes

staining, is formed. The condition is particularly no-

ticeable in toilet bowls and tanks and when faucets

are first turned on. After the water has run for a short

time, the flow becomes clear. Many of the wells in

the Buellton area produce water in which this black

precipitate forms, and the Community Services Dis-

trict receives frequent complaints about it from its

customers.

Another type of precipitate, which when dry is

dark brown and easily crumbles, has formed on the

floor of the community storage reservoir. An analysis

of this material indicates that it is calcium carbonate

plus some metal impurities. The deposit is probably

caused by chemical action of the very hard water.

Many of the residents of Buellton have learned to

live with the water problem. However, the commu-
nity's concern with improvement of the quality of

the water supply is reflected by the increasing use of

residential water softeners. Moreover, the order of

the California Regional Water QuaHty Control Board

has emphasized that waste water quality must be

improved soon.
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Buellton Communi
Services District

Figure 16. Location of Proposed Desalting Facilities at Buellton
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Desalting Application

A new well could be drilled adjacent to the existing

storage reservoir on a bluff northwest of the commu-
nity, and desalting facilities could be constructed be-

tween the well and the reservoir. Although the

quality of the water from the new well will not be
determined before construction, it presumably will

be as good as that of the water from well No. 5, the

principal source of Buellton's present supply. Evapo-
ration basins for disposal of brines could be located

on a flat bluff slightly higher than the proposed site

for the desalting plant.

For specific water treatment, e.g., softening or

removing certain ions that cause discoloration, other

processes, such as coagulation, filtration, sedimenta-
tion, and oxidation, might be less costly than desalt-

ing. However, these processes will not reduce TDS to

the levels recommended for municipal water sup-

plies. Moreover, the addition of coagulants, such as

lime-soda or aluminum sulfate, will produce sludges

or other residues requiring disposal.

Figure 16 shows the location of existing water-sup-

ply facilities and suggested sites for the proposed de-

salting facilities. Figure 17 is a block diagram of the

proposed desalting facilities and water system, in-

cluding a new well at the site recommended to the

Community Services District.

The most practical method of brine disposal would
be evaporation. The brines would be discharged in a

basin on a plateau above the community. The basin

would be constructed so that no residue could move
downward or laterally from the site. The estimated
net annual evaporation rate is 38 inches per year.

Disposal of the brines produced by ion exchange
would require a basin with a water surface of 31

acres.

At the proposed site, the desalting plant would
have minimum adverse impact on the environment;
however, the effect of the evaporation basin would
depend on the development that might take place

nearby. The desalting plant could be housed in a

small, one-story building, about the size of a residen-

tial garage, near the existing reservoir. At the higher
elevation proposed for the evaporation basin, it

would not be visible from the community.



Benefits

Providing a good-quality water supply would be a

benefit to all citizens of Buellton. Desalting to reduce

both TDS and hardness and to remove iron and man-
ganese could eliminate the need for bottled water

and water softeners, reduce the consumption of

washing powders and soaps, and extend the service

life of water heaters and the galvanized iron pipe

used in home and commercial plumbing systems.

Those who use regenerative water softeners must
pay both the cost of the appliance plus the cost of

frequent regeneration. And, as explained in the pre-

vious paragraphs, a new city ordinance prohibits the

use of regenerative units after 1978. Although the

ordinance will not prevent the use of exchange-type
softeners, the present cost of an exchange unit is

about $13 per month. As an example of the benefits

that would result from a reduction in hardness, those

who use water softeners realize a 40- to 50-percent

savings in the cost of washing powders and cleaning

materials.

The weekly consumption of bottled water in Buell-

ton varies throughout the year from 2 to 4 gallons per

person. The delivered cost of 5 gallons of bottled

water is $2.

In Buellton, if softened water is used, water heat-

ers with a guaranteed life of 5 years generally last for

about 6 years. If water is not softened, heaters must
usually be replaced after 3 years. The hard water is

also responsible for heavy deposits of scale in the

galvanized iron pipe used in home and commercial
plumbing systems, which results in reduced flows

and lower pressure. (City water mains and service

connections are transite and copper, respectively,

and are not subject to scaling.)

Feasibility

The engineering consultant for Buellton has

recommended that the Community Services District

construct a new well to furnish municipal water sup-

plies. The well has not been constructed; howeverl"
the quality of water from the new well will probably
be similar to that of the water from well No. 5, which
now furnishes Buellton's principal water supply. In

the present water suppHes, concentrations of TDS
and manganese exceed the USPHS recommended
limits the concentration of iron is near the recom-
mended limit, and the water is very hard.

Reverse osmosis, electrodialysis, and ion exchange
were evaluated as possible desalting processes in

Buellton. The results of the analysis are presented in

Table 4. Although any of the three could be used, the

engineering consultant has evaluated and recom-
mended lime-soda precipitation, a well-known soft-

ening process. He has predicted that the lime-soda

process would reduce (1) the hardness to 100 ppm,
and (2) TDS by about 260 ppm, i.e., from 790 ppm to

530 ppm, close to the recommended level of 500

ppm. A disadvantage of lime-soda precipitation is

that the large amount of chemicals added to the wa-

ter produce large quantities of sludge, which must be
converted to a semi-solid state and trucked to a suita-

ble disposal site.

The engineering consultant has estimated the con-

struction cost of a 500,000-gpd lime-soda softening

plant at $226,000 (1973 base). He has also estimated

an annual cost of $52,600 including operation and
maintenance, and amortization of capital costs over

25 years. The estimated unit cost of softened water is

about $0.48 per 1,000 gallons.

Because the unit cost of the lime-soda is lower than

that of any of the three processes shown in Table 4,

it appears to be the most feasible method for desalt-

ing at Buellton. Manganese and iron concentrations

could also be removed by oxidation and filtration at

a relatively low cost. Although the other three proc-

esses would reduce TDS to less than 530 ppm, the

diff^erence would have a negligible value to consum-
ers. Distillation is not a feasible process for desalting

water of the TDS concentration at Buellton.
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Table 4. Buellton: Estimated Output of Desalter, Costs of Desalting,

and Land Requirements

Annuel water requirements 1 10,000,000 gallons

Peck daily requirements 470,000 gallons

Annual desalting plont lood factor 64 percent



Greenfield

Summary of Assessment for Greenfield



6 shows that Greenfield's water suppHes are exces-

sively hard and that TDS concentrations are above
recommended levels for municipal supplies. As a re-

sult of the hardness, regenerative water softeners are

used within the city and cause a high salt content in

the waste water. This results in the principal salinity

problem of the city: the salt content of the effluent

from the waste water treatment plant, which dis-

charges into oxidation-percolation basins near the Sa-

linas River, exceeds the permissible level. The highly

saline waste water eventually percolates into the un-

derlying ground water basin, raising the TDS con-
centration of the ground water down slope from the
city's supply wells.

The community has been operating the treatment
plant under 1969 waste discharge requirements is-

sued by the California Regional Water Quality Con-
trol Board, Central Coast Region. In February 1973,
the Control Board established lower limits for the
concentration of salts in waste discharges from the
treatment plant. The new requirements, which will

become effective July 1, 1975, are presented in Table
6.

Table 6. MINERAL CONTENT OF PRESENT DISCHARGE FROM GREENFIELD WASTE WATER TREATMENT
PLANT COMPARED WITH THAT PERMITTED BY NEW WASTE DISCHARGE REQUIREMENTS

(parts per million)
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Figure 18. Location of Proposed Desalting Facilities at Greenfield

be only temporary. The appearance of the evapora-

tion basin located near the treatment plant would be

similar to that of the oxidation-percolation basins

proposed for disposal of other waste water, and
should result in only minor unfavorable impact.

Benefits

Almost all households and commercial establish-

ments in Greenfield would benefit from the im-

proved quality of the city's water supplies. The
principal improvement would be a reduction in

hardness. Benefits from a lower TDS concentration

would not be as significant, because the present TDS
level of about 718 ppm is close to the recommended
level of 500 ppm. On the other hand, softer water

supplies, should eliminate, or at least greatly reduce,

the use of home water softeners, which are believed

to be the principal cause of degradation of the local

ground water. As explained in previous paragraphs,

brines from the regenerative softener units are dis-

charged into the municipal waste water disposal sys-

tem; the highly saline waste water effluents

eventually percolate into the underlying ground wa-
ter basin and raise the TDS concentration of the

ground water.

The benefits of softer community water supplies

would result from (1) the increased service life of

water heaters, automatic washers, dishwashing ma-

chines, and ice-makers in refrigerators (2) the re-

duced need for washing powders, soaps, and other

cleaning materials; (3) elimination of the need for

water softeners; and (4) elimination of scale in water

distribution systems.

When Greenfield's water is used without soften-

ing, problems such as the following are typical: Wa-
ter heaters ordinarily guaranteed for 10 years are

usually replaced in 4 to 6 years. Moreover, scale

deposited by the excessively hard water can reduce

the capacity of a typical water heater during the

same period. Automatic clothes washers gradually

accumulate a thick layer of alkali, which generally

must be removed after about 6 years of operation, at

a cost of about $80. Dishwashing machines frequently

must have valves replaced about every 3 years at a

cost of about $20. To operate effectively, ice-makers

in refrigerators should be rebuilt after only 1 year

An important benefit would result if residential

softeners were no longer needed. Many of the newer
homes in Greenfield have been constructed with

special facilities to accommodate a water softener.
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Both regenerative and exchange-type softners are

used at the present time. The average price of a

home regenerative water softener is about $350; in

Greenfield, the equipment is guaranteed for only 2

years. Some regenerative softeners must be re-

charged every few days and use up to 300 pounds of

salt per month at $3.00 per 100 pounds. Exchange-
type water softening units may be rented for about
$12 per month.

Feasibility

The principal water supply problem in Greenfield

is hardness, because the TDS concentration of 718
ppm is not far above the recommended level of 500
ppm. Therefore, a hardness-reduction treatment, in-

stead of desalting, may be the most feasible process

to both soften the water and reduce TDS. This con-

clusion is based on the estimated costs in Table 7 and
the estimated cost of the lime-soda process as dis-

cussed in the preceding section (under Buellton).

The site for the required facilities will be a signifi-

cant consideration in Greenfield. As explained in the
preceding paragaphs, the main well and the storage

tank are in a residential area, and therefore adequate
space may be a problem. The treatment facilities

required for lime-soda precipitation require consid-

erably more space than do those required for reverse

osmosis, electrodialysis, or ion exchange, provided
that the brine disposal basins are located off site.

Facilities for any of the preceding desalting processes

could be housed in a building about the size of a

residential garage. Lime-soda softening will also pro-

duce large quantities of sludge, which would proba-
bly have to be trucked to a disposal site.

Treotment Facilities
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Table 7. Greenfield: Estimated Output of Desalter, Costs of

Desalting, and Land Requirements

Annual water requirements 109,500,000 gallons

Peak daily requirements 400,000 gallons

Annual desolting plant load factor 75 percent



Old Cuyama

Summary of Assessment for Old Cuyama



is pumped from wells. No surface water is available

from the Cuyama River, because, before the river

enters the valley, its waters infiltrate the coarse-

grained deposits of its channel. Therefore, except for

occasional flood flows, the river is dry most of the

year. This water comprises the principal inflow to the

valley ground water basins.

Ground water quality varies throughout the Cuya-

ma Valley. In the central portion, TDS concentra-

tions range from 1,500 to 1,800 ppm. This water varies

from hard to very hard and is predominantly cal-

cium-magnesium sulfate; these three constituents

comprise 75 to 85 percent of the TDS content.

The quahty of ground water around the periphery

of the valley also varies. In some springs and wells,

TDS concentrations range from 700 to 900 ppm; in

other areas, from 3,000 to over 6,00 ppm, with as high

as 1,000 ppm of chlorides and 15 ppm of boron. ' In

some parts of the valley, the ground water contains

very high concentrations of nitrates; nitrate concen-

trations exceeding 400 ppm have been found in wa-

ter from shallow wells and, occasionally, from wells

300 to 650 feet deep.

The nearest source of surface water that could be
imported to the Cuyama Valley is the California

Aqueduct, about 20 miles away in the southwestern

San Joaquin Valley, However, because of the high

hills that separate the two valleys, to import State

Water Project Water from the aqueduct would re-

quire a pumping lift of about 2,000 feet.

The Salt Problem

A quality analysis of a sample of the ground water
distributed by the Cuyama Mutual Water Company
is presented in Table 8. The analysis shows that the

TDS concentration of 4,333 ppm, sulfates of 2,650

ppm, nitrates of 243 ppm, and hardness as CaCOa of

2,642 ppm greatly exceed desirable levels. Ground
water quality varies in different parts of the valley

because of (1) the sources that make up the ground
water bodies, (2) the rocks and soils that the water
contacts, (3) subsurface geological fault zones that

act as barriers to ground water movement, and (4)

various impurities, such as fertihzers, in water that

percolates from the valley floor.

Table 8. Chemical Composition of

Water Supply in Old Cuyama

Bicorbonole, HCOj 309

Carbonates, COj
Chloride, CI 195

Fluorides, F <0.01

Nitrate, NO3 243

Nitrites, NOj < 0.001

Phosphate, PO4

Sulfate, SO4 2,650

Sulfides, S < 0.1

Ammonium, NH4 <0.03

Arsenic, As < 0.01

Boron, B -

Calcium, Ca 640

Copper, Cu -

Iron, Fe 0.1

Magnesium, Mg 250

Manganese, Mn 0.01

Potassium, K 10

Selenium, Se -

Sodium, No 320

Hardness as CaCOj 2,642

Totol Dissolved Solids 4,333

pH 7.3

Conductivity (micromhos per cm) 5,400

- Not onalyzed.

' U. S. Department of Interior, Geological Survey open file Report, "Pumpage and
Ground Water Storage Deplebon in Cuyama Valley - 1947.66". 1970.
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Old Cuyama is located over part of a cone of

depression in the local ground water that underlies

a large area of the Cuyama Valley. Recent studies by
the U. S. Geological Survey indicate that the depres-

sion is caused by heavy pumping of ground water for

irrigation. The studies also indicate that the degrada-
tion of ground water quality is probably caused in

part by recycling of the ground water. The increase

in TDS in the main ground water body is probably
caused by (1) irrigation water which percolates

through the valley fill, carrying salt from the crop
root zone to the water table, and (2) subsurface
movement of brackish ground water downgradient
into the cone of depression.

The water company could try to find better quality

water supplies by deepening its existing well, drilling

new wells, importing water from another part of the

valley, or treating the present water to lower the salt

concentration. Although water from another part of

the valley might be less saline, treatment could still

be required to satisfy the requirements of the Cali-

fornia Department of Health.

Because of the highly saline water distributed by
the water company, all residents must use bottled

water for drinking and cooking, and some use resi-

dential water softeners. A typical problem associated

with the hard, brackish water supply is the short life

of water heaters. A heater guaranteed for 10 years

will last only 6 or 7 years in Old Cuyama. Moreover,
because there is no local appliance dealer, the instal-

lation cost of a water heater almost equals the cost of

the heater itself. Another problem is the corrosion of

steel pipe. The average life of good-quality steel pipe

in Old Cuyama is about 10 years, and some foreign

pipe has lasted only 3 years.

A secondary problem is the restraint on commu-
nity development. Recently, a number of prospec-

tive purchasers of local property have changed their

minds after learning of the poor water supply. A
trailer park has been developed in Old Cuyama but

cannot be used as planned. Community leaders be-

lieve that, if the water supply were improved, they

could attract new residents, who would contribute to

an expanded local economy.

Desalting Application

Electrodialysis and reverse osmosis were consid-

ered as possible desalting processes for Old Cuyama.
Figure 20 is a block diagram which shows how the
desalting facility could be fitted into the existing wa-

I
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Figure 21. Location of Proposed Desalting Facilities at Old Cuyama

ter system. The locations of existing facilities and the

proposed desalting facilities are shown in Figure 21.

As suggested by local representatives, the desalt-

ing plant could be located at the site of the water
company well. Although the desalting plant would
be located within the community, the building hous-
ing the desalter could be constructed to blend in

with its surroundings and to muffle any excess noise.

An evaporation basin was selected as the most fea-

sible method of brine disposal. The site for the basin
suggested by local representatives is north of the
community off Highway 166. The estimated net
evaporation rate is 69 inches per year. At that rate,

5 acres of water surface would be required to dispose
of the brines produced by reverse osmosis.

Benefits

The benefits that would result from improved wa-
ter supphes at Old Cuyama are (1) a greater poten-
tial for increased residential development, resulting

in increased land values; (2) decreased use of bottled
water, water softeners, and washing materials; and
(3) longer life of water-using appliances and pipe-

lines.

Because of the poor-quality water supplies, the

hoped-for development of Old Cuyama has been
stopped. Although land for new homesites has al-

ready been subdivided, the Santa Barbara County
Health Department has prohibited new water con-

nections; as a result, no improvements are being
made and land values are declining, particularly in

view of the warning by the Health Department that

local water supplies are unusable for domestic pur-

poses. If good-quality water supplies were available,

the development of the community could be con-

tinued.

Another benefit would result from the decreased
requirement for bottled water and water softeners.

At present, bottled water, at $1.45 per 5 gallons, must
be used for drinking and cooking by residents and at

the elementary school. Other benefits would result

from both the longer lifetimes of apphances and
pipelines and the decreased need for service and
repairs, which are quite costly in the Cuyama Valley,

because the nearest repair service is at Bakersfield

some 50 miles away.
Still another benefit would result from the re-

duced need for soaps and washing powders. With the

present community water supplies, some residents



use almost four times as much soap and detergents as

would be needed with softer water. Moreover, cloth-

ing soon becomes discolored and deteriorates rapid-

ly-

Feasibility

Either reverse osmosis or electrodialysis could be

used to desalt the ground water at Old Cuyama.
However, because of the high calcium-sulfate con-

tent of the ground water, the proportion of product

water obtained would be relatively low and, as

shown in Table 9, quite expensive. An alternative

would be to create a community services district.

along with New Cuyama, that would provide good-

quality water supplies to both communities. Another

alternative would be to purchase desalted water

from New Cuyama and transport it to Old Cuyama
by pipeline. As shown in Table 9, the cost of import-

ing desalted water would be $2.06 per 1,000 gallons,

including the cost of transportation.

The community has also considered use of the well

at the elementary school. However, this does not

appear to be feasible because the mineral content of

the ground water from that well is high, and the only

apparent advantage of using it as a source of supply

would be the greater quantity obtained.

Table 9. Old Cuyama: Estimated Output of Desalter, Costs of

Desalting, and Land Requirements

Annual water requirements 3,970,000 gallons

Peak daily requirements 23,000 gallons

Annual desalting plant load factor 47 percent

Output

Reverse Osmosis Electrodialysis

Imported

from New
Cuyama

Annual output (millions of gallons)

Peak daily output (millions of gallons) ....

Characteristics of product water

TDS (ppm)

Hardness (ppm as CaCOs)

Costs

Capitol costs ($l,000s)

Annual costs ($l,000s)

Capitol

Operations and maintenance

Replacement

Total

Cost of product water per 1,000 gallons

($s)

Capitol

Operations and maintenance

Replacement

Total

Land requirement (acres)

3.97

0.023

3.97

0.023

3.97

0.023

3.97

0.023

500

305

164

100

500

305

164

100

3.97

0.023

308

100

7.6

9.3

0.4

9.4

0.4

1.92

2.34

0.10

1.99

2.37

0.10

9.9

10.1

0.8

2.49

2.55

0.20

5.24

2.55

2.57

.20

' For degree of treatment required to reduce TDS to 500 ppm.

' For degree of treatment required to reduce hardness (as CaC03) to 100 ppm.
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Table 10. Average Chemical Composition of

Water Supply in New Cuyama
Table 11. Average Chemical Composition of

Alternative Water Supplies at New Cuyama

Bicorbonate, HCO3 175

Corbonotes, C03 —

Chloride, CI 30

Fluorides, F -

Nitrote, NO3 14

Nitrites, NO2
Phosphote, PO4 0.07

Sulfate, SO4 933

Sulfides, S

Silica, SiOj 19

Arsenic, As -

Boron, B -

Calcium, Ca 148

Copper, Cu 0.005

Iron, Fe 1.1

Mognesium, Mg 70

Manganese, Mn —

Potassium, K 5

Selenium, Se ....;' -

Sodium, No 123

Hardness as CaCOa 657

Total Dissolved Solids 1,469

pH 7.2

Conductivity [micromhos per cm) 2,150

- Not analyzed.

Bicorbonote, HCOj 168

Carbonates, CO3 6

Chloride, CI 18

Fluorides, F 0.44

Nitrate, NOj 0.6

Nitrites, NOj 0.002

Phosphate, PO4
Sulfate, SO4 402

Sulfides, S < 0.1

Arsenic, As 0.03

Boron, B 0.18

Calcium, Co 70

Copper, Cu

Iron, Fe < 0.07

Magnesium, Mg 17

Manganese, Mn 0.03

Potassium, K 4.9

Selenium, Se -

Sodium, No 156

Hardness as CaCOj 245

Total Dissolved Solids 754

pH 8.1

Conductivity (micromhos per cm) -

ground water from the alternative wells outside the
community is presented in Table 11.

Atlantic Richfield Company had been subsidizing

the purchase of bottled water for cooking and drink-

ing and had delivered water through the community
distribution system without charge. However, the

new owners have discontinued the subsidy and are

charging for water and sewer service.

The TDS concentration in water from the wells at

the alternative site ranges from about 680 ppm to 800

ppm, sulfate ranges from about 360 ppm to 430 ppm,
and hardness from about 230 ppm to 270 ppm. Al-

though the sulfate concentration is less than one half

the concentration of 933 ppm in the present water
supplies, it still exceeds the recommended USPHS
maximum of 250 ppm in drinking water. Therefore,

even if these new water supplies become available,

bottled water may still be required for cooking and
drinking.

Desalting Application

Community representatives have suggested that a

desalting plant could be constructed at the site of the
existing water treatment facihties as shown in Figure
22. An evaporation basin to dispose of brines could be
located near Highway 166 between the county park
and the high school. However, because a disposal

basin at this location might be undesirable, the repre-

sentatives have recommended an alternative loca-

tion on the north side of the highway. Figure 23 is a

block diagram that shows how the desalting facilities

could be incorporated into the existing water supply
system if water from the alternative wells were used.

Also considered was a combined treatment facility

to serve both New Cuyama and Old Cuyama. The
estimated cost of desalting the water from the alter-

native wells in New Cuyama is $0.56 per 1,000 gallons

compared with $4.46 per 1,000 gallons in Old Cuya-
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Figure 22. Location of Proposed Desalting Facilities at New Cuyama

ma. The lower cost of treatment at New Cuyama is

due to the better quality water available there. That
is, the TDS concentration in ground water at Old
Cuyama is about three times as great, and the hard-

ness is about four times as great, as that in the water
at New Cuyama. Furthermore, the quantity of water
used in Old Cuyama is only about 3 percent of that

in New Cuyama.

Benefits

The benefits that would result from providing
good-quality water supplies in New Cuyama include

( 1 ) decreased use of bottled water and water soften-

ers, (2) a reduced need for soaps and washing pow-
ders, and (3) increased service hfe of water heaters.

The consumption of bottled water ranges from 4 to

6 gallons weekly per person; the cost of bottled water
is $0.95 for 5 gallons. (While Atlantic Richfield Com-
pany was subsidizing the use of bottled water, the

cost was $0.75 for 5 gallons. ) Water softeners, most of

them the exchange type, are used in about 50 per-

cent of the homes at New Cuyama. The units must
be exchanged about every two weeks at a cost of

about $13 per month.
Unless a water softener is used, the service life of

a residential water heater with a 5-year guarantee is

only about 4 years; with soft water, the average serv-

ice life is about 6 years. An exception in New Cuyama
is a local restaurant, where the water heater is oper-

ated at a very high temperatures and must be re-

placed every year.
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Feasibility

The most feasible method of desalting the present

water supply in New Cuyama is by reverse osmosis

at $0.94 per 1,000 gallons of product water. Other
desalting processes and the unit costs of each are

shown in Table 12. Because the salt concentration in

the ground water is relatively low, distillation would
not be feasible.

If ground water from the three alternative wells

becomes available, it may be the most feasible source

of water for New Cuyama. However, the combined
output of the three wells would have a TDS concen-

tration of 750 ppm and hardness as CaCOj of 245

ppm, well above the recommended levels of 500

ppm TDS and 100 ppm of hardness. As shown in

Table 13, desalting this water by reverse osmosis

would cost $0.80 per 1,000 gallons. If water from the

alternative wells becomes available, the ground wa-

ter now being used could be held in reserve for use

as a backup supply.

Treatment Facilities
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Table 12. New Cuyama (Existing Wells): Estimated Output of Desalter,

Costs of Desalting, and Land Requirements

Annual water requirements 125,000,000 gallons

Peak daily requirements 800,000 gallons

Annual desalting plant load factor 43 percent



Table 13. New Cuyama (Alternative Wells): Estimated Output of Desalter,

Costs of Desalting, and Land Requirements

Annual wafer requirements 125,000,000 gollons

Peak doily requirements 800,000 gallons

Annual desalting plont load factor 43 percent

Output

Reverse Osmosis Electrodialysis

Annual output (millions of gallons]

Desalted

Row

Total blended product

Peak daily output (millions of gallons)

Desalted

Raw

Total blended product

Characteristics of blended product

TDS (ppm)

hardness (ppm as CoCOj)

Costs

Capital costs ($l,000s)

Annual costs ($ 1,000s)

Capital

Operations and maintenance

Replacement

Total

Cost of blended product per 1,000 gallons ($:

Capitol

Operotions and maintenance

Replacement

Total

Land requirement (acres)

0.34

0.46

0.59

0.21

500

163

308

100

0.76

0.04

500

163

125

0.80

308

100

26.7

37.4

5.3

0.22

0.30

0.04

41.6

49.7

9.2

0.33

0.40

0.07

44.4

44.3

4.8

0.36

0.35

0.04

0.50

0.38

0.10

' For degrM of treotmenl required 10 reduce TDS to 500 ppm.

' For degree of rreotment required to reduce hardness (as CaCOj) to 100 ppm.
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The Salt Problem

The California Department of Health has estab-

lished standards for drinking water in the Havasu
area with the following limitations: TDS, 800 ppm;
sulfate, 320 ppm; and fluorides, 1.0 ppm. (These limi-

tations are very close to the concentration of miner-
als in Colorado River water.) For short-time or

emergency use, the limitations may be exceeded to

a maximum of 1,000 ppm TDS, 500 ppm sulfate, and
1.4 ppm fluorides. Water quality analyses of samples
from each of the three wells used by the Havasu
Water Company (Table 14) show that mineral con-

centrations in the local ground water exceed these

temporary standards.

In 1972, the California Department of Health is-

sued a temporary permit enabling the Havasu Water
Company to deliver domestic water pumped from

the wells with a proviso that the water quality be
improved. More recently, the water company ap-

plied to the California Public Utilities Commission
for authority to extend water service to additional

areas. However, the application was suspended until

the company can provide for delivery of sufficient

quantities of potable water.

In an effort to improve the quality of its water
supplies, the water company has purchased a previ-

ously used two-bed deionization unit, which can be
reconditioned. The water company engineering con-

sultant estimated that the unit can be used to

economically desalt water with a TDS concentration

ranging from 800 to 3,000 ppm and to produce 35,000

gallons of product water per day. The desalted water
could then be blended with poor-quality ground wa-
ter to produce some 52,000 gallons per day of accept-

able water supplies.

Table 14. Chemical Composition of

Water Supply in Havasu



Figure 24. Location of Proposed Desalting Facilities at Havasu

Desalting Application

For this investigation, the Department of Water
Resources evaluated three desalting processes, ion

exchange, reverse osmosis, and electrodialysis, for a

100,0(X)-gallon-per-day desalting unit. The water

company has considered the initial installation of a

smaller reverse osmosis unit, and would use the de-

ionization unit to provide additional capacity to meet
peak demands.
The location of the proposed 100,000-gpd unit stud-

ies by the Department of Water Resources, and other

water supply facilities, are shown in Figure 24. A flow

diagram of the proposed desalting process, using re-

verse osmosis, is presented in Figure 25.

The desalting plant could be housed in a building

about the size of a residential garage, and, because it

would be constructed at the base of a hill, the plant

would not produce significant adverse environmen-

tal impact. Excess noise could be muffled by the de-

salter housing.

The consultant for the water company has recom-

mended that the brine evaporation basin be located

at the top of the slope above the desalting plant.

Although the basin would be located at the edge of
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the community, it would also be bounded on two
sides by land set aside for mobile homes. At this loca-

tion, the basin might produce an unfavorable envi-

ronmental impact for nearby residents. If the basin

were located farther from the community, a longer

pipeline would be needed to transport brines from
the desalter. However, the increased cost of the

longer pipeline would be adequately compensated
for by the improved appearance of the community.

Benefits

Good-quality water supplies would enable the

Havasu Water Company to meet the requirements

of the California Department of Health. Moreover,
as soon as the water company can deliver good-qual-

it\' water, land values will rise, and residents will

benefit from the reduced need for soaps, washing
powders, and bottled water.

As explained in the preceding paragraphs, land has

been subdivided in the area for residential use.

However, without satisfactory water service, the

proposed developments in Havasu could come to a

stand-still.

With good-quality water, residents would be able

to reduce the use of soaps and washing powders by
one-half to one-third. Bottled water would no longer

be required for cooking and drinking. The average
weekly consumption of bottled water in Havasu
ranges from 7 gallons per person in the winter to 10

gallons per person in the summer, at a delivered cost

of $2.50 for 5 gallons. The use of a water softener in

Havasu costs about $15 per month; at present, only

eight homes are equipped with a water softener.

Another benefit would result from the increased

life of pipes, plumbing fixtures, and appliances. The
poor-quality ground water distributed in Havasu also

stains and discolors plumbing fixtures, mirrors, etc.

16 ft.

Treatment Facilities

270 ft.

Feedwater

Pipeline

MGD 0.12

TDS 1,700

H 560

0.5 oc

Raw Water

0.04 MGD

Proposed RO
Desalting Plant

G.S. 493

MGD 0.06

1,430 ft.

ABBREVIATIONS
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Feasibility

The results of analyses of desalting by reverse os-

mosis, electrodialysis, and ion exchange are present-

ed in Table 15. At the present time, the water
company is temporarily using water from Lake

Havasu through use of leased water rights and tem-

porary access to the lake. However, if water from the

lake is insufficient, or not available in the future, to

meet local water requirements, desalting of the local

ground water could provide potable water supplies

for Havasu.

Table 15. Havasu: Estimated Output of Desalter, Costs of Desalting, and
Land Requirements

Annual water requirements 7,210,000 gallons

Peak daily requirements 100,000 gallons

Annual desalting plant load factor 20 percent
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Table 16. Chemical Composition of

Water Supply in Winterhaven

Bicarbonate, HCO3 290

Carbonates, CO3
Chloride, CI 182

Fluorides, F 0.5

Nitrate, NO3
Nitrites, NO2
Phosphate, PO^

Sulfate, SO, 514
Sulfides, S

Arsenic, As —

Boron, B -

Calcium, Co 148

Copper, Cu

Iron, Fe 0.06

Magnesium, Mg 46

Manganese, Mn 0.91

Potossium, K 4.3

Selenium, Se -

Sodium, No 208

Hardness as CaCOj 560
Total Dissolved Solids 1,370

pH 7.8

Conductivity (micromhos per cm) 1,880

Although a large-scale combined water system to

serve both Winterhaven and the Indian Reservation
would be advantageous, the initial cost of such a sys-

tem would be high. A problem here is the different

objectives of the two communities. Whereas Winter-
haven, with a large number of retirees, has limited
potential for growth, the Tribe is primarily interest-

ed in growth and the development of industries to

provide job opportunities.

The Salt Problem

The municipal water dehvered in Winterhaven
causes numerous problems for homeowners. For ex-

ample, washing machines and dishwashers require
frequent repair because of sticking solenoid-type wa-
ter valves. Water heaters must be replaced about
every 5 years, whereas with softer water they are
normally guaranteed for 10 years. The hard water
also stains and discolors plumbing fixtures, faucets,
and mirrors; and shower heads are continually
plugged.

In addition, very few persons use the community
water supplies for cooking and drinking, but instead
purchase bottled water or "bulk" water usually deliv-
ered by truck. Those who use the bulk water must
have a 100-gallon tank, which is usually connected to

a third faucet in the kitchen. The delivered cost of
bulk water is $0.13 per gallon; the average monthly
cost per household is $14. The dehvered cost of bot-

tled water is $1.61 for 5 gallons. Average weekly con-

sumption of bottled water ranges from 7 gallons per
person in winter to 10 gallons per person in summer.
Local restaurants also use the bulk water for cooking
and drinking

Water softeners are used in about 10 percent of the

homes in Winterhaven. Those who have them report

a 50 percent savings in the cost of soaps and washing
powders. The cost of owning and maintaining a wa-
ter softener is about $10 per month.
Although not related to the excessive salts in the

local ground water, the sewage disposal problem is

equally serious in Winterhaven. The community en-

gineering consultant has concluded that the develop-

ment of both adequate water supphes and sewage
disposal facilities is essential to both the future devel-

opment of Winterhaven and the protection of health.

As stated in a preceding paragraph, the present
method of sewage disposal presents a serious health

hazard, and the Imperial County Health Depart-
ment has prohibited new water connections until a

sewage collection system has been constructed. The
cesspools and septic tanks used by individuals do not

function properly because of soil conditions, the high
water table, and a lack of leeching areas. As long ago
as 1961, the Health Department reported that 25 per-

cent of the cesspools and septic tanks in Winterhaven
were malfunctioning. In the business district, 85 per-

cent of the sewage facilities are inoperable and must

be pumped out from 1 to 5 times per month. Sewage
flowing in some of the streets is not an uncommon
sight.

Desalting Application

Ion exchange, electrodialysis, and reverse osmosis
have been evaluated as desalting applications for

Winterhaven. The results of these analyses are pre-

sented in Table 17. The location of the proposed de-
salting facihties and other water supply facilities are

shown in Figure 26. A block diagram of the proposed
desalting facihties is presented in Figure 27.

Evaporation is considered the best method for dis-

posal of brines. Neither deep well disposal nor dis-

charge into a waste water disposal system (after such
a system is constructed) is considered feasible. Deep
well disposal could lead to problems of (1) compati-
bility of the brines in deep aquifers, and (2) intercon-
nection with fresh water aquifers. Discharge into a
waste disposal system could also present a problem,
because it has been proposed that waste water from
Winterhaven and the Indian Reservation be com-
bined and discharged into the Yuma Municipal waste
water system, effluent from which is treated and dis-

charged into the Colorado River. The salt concentra-
tion of the river already is high, and additional salt

loadings would be unacceptable. Disposal to land
would also be unacceptable, because the effluent

might further degrade ground water.
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Basin

Figure 26. Location of Proposed Desalting Facilities at Winterhaven
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American Canal is controlled by the Imperial Irriga-

tion District and the Coachella Valley County Water
District, for whom the water was initially diverted,

and may not be available.

Still another source of water may be available to

Winterhaven. Recently, several California entities

that border on the Colorado River have been trying

to form a new water district. Their objective is to

obtain rights to use the river water through exchange
agreements with the holders of prior rights. If the

new district were formed, it might provide an addi-

tional source of water for Winterhaven.

Even though the unit cost of desalting the present

ground water appears to be feasible, Winterhaven
would still require assistance in financing the capital

cost of the required facilities. At the present time,

the community is trying to provide the badly needed
sewage disposal system. The community engineering

consultant has developed plans for a waste water
collection and treatment system, and a federal grant

to help finance the project has been approved.

The consultant has also recommended that new
water supplies be obtained and that adequate distri-

bution facilities be constructed.

Table 17. Winterhaven: Estimated Output of Desalter, Costs of Desalting,

and Land Requirements

Annual water requirements 53,000,000 gallons

Peok daily requirements 255,000 gallons

Annual desalting plant load factor 57 percent
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As desalting was one option already being consid-

ered by the District to meet their water supply

needs, the District desired to be included as one of

the communities in this desalting assessment study.

Desalting Applications

Two sources of sea water are readily available in

Marin County—the Pacific Ocean and San Francisco

Bay. Sea water could be taken from the ocean, treat-

ed in an on shore desalting plant, and transported

over the mountains to southeastern Marin County,

where the water would be used. On the other hand,

a desalting plant on San Francisco Bay would be
more practical for two reasons: (1) The water is

needed in areas of heavy population just adjacent to

the Bay, and (2) the salt concentration in the Bay is

much lower than that of the ocean, particularly in

the upper reaches of the Bay, which are some dis-

tance from the Golden Gate, where tidal action car-

ries sea water into the Bay. The overflow from the

Central Valley discharges into the northeast corner

of the Bay and dilutes the salt concentration.

Municipal waste water is treated at several treat-

ment plants at various locations within the District.

The treated water is presently discharged into the

Bay; however, there is some interest in reusing waste

water in the area. Unless the treated water contained

excessive concentrations of minerals, the treated wa-
ter could be used for approved purposes without de-

salting.

For the reasons stated in the preceding para-

graphs, this study was limited to desalting of Bay
water. The Marin Municipal Water District has ex-

pressed interest in a desalting plant at Point San
Quentin near San Quentin State Penitentiary. Other
locations fronting on San Francisco Bay would be less

feasible, because the extensive mud flats surround-

ing much of the bay shore would increase the cost of

intake and discharge facilities. The average salt com-
position of the Bay water near Point San Quentin is

shown in Table 18. (However, the concentration of

salts in the Bay water at this location varies with the

season.)

A second factor favoring this location is the fact

that a regional waste water treatment plant may
soon be constructed at San Quentin Point, and the

joint operation of a desalter and a waste water treat-

ment facility could be advantageous. For instance,

the temperature and salt concentration of the hot

water and brines discharged from the desalter will be
considerably higher than those of the Bay water.

And, a 1972 regulation of the State Water Resources

Control Board prohibits ".
. .thermal waste dis-

charges (into the Bay) having a maximum tempera-

Table 18. Chemical Composition of

San Francisco Bay near Point San Quentin

Bicarbonate, HCO3 Ill

Carbonates, C03 —

Chloride, CI 8,000

Fluorides, F -

Nitrate, NO3
Nitrites, NOj
Phosphate, PO,
Sulfate, SO4 600

Sulfides, S

Arsenic, As —

Boron, B 0.8

Calcium, Co 155

Copper, Cu -

Iron, Fe ~

Magnesium, Mg 523

Manganese, Mn —

Potassium, K 164

Selenium, Se —

Sodium, No 4,400

Silica, SiOj 12

Hardness as CaCOj 2,530

Total Dissolved Solids 15,200

pH 7.8

Conductivity (micromhos per cm) 24,000

- Not anolyzed.
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ture greater than 4°F above the natural temperature

of the receiving water. . .
." This means that dis-

charges from the desalting plant would have to be

cooled and diluted, which would increase the costs of

desalting. All other discharge requirements ordered

by the Board would also have to be complied with.

However, if heat from the effluent from the desalt-

er were available for use in a waste water treatment

plant, a twofold benefit could result:

1. A limited increase in the temperature of waste

water will increase the efficiency of the bacterial

(secondary) phase of treatment;

2. A combined effluent from both plants would

have a lower mineral concentration than that

from the desalter alone, and therefore would be
less harmful to the plant and animal life of the

Bay. That is, the temperature and salt concentra-

tion of a combined effluent would be more ac-

ceptable for discharge into San Francisco Bay.

The proposed location of desalting facilities on San

Quentin Point, in relation to the existing water facili-

ties, is shown in Figure 28. The only conveyance
facilities included as part of the desalting facilities are

the feedwater intake and the brine discharge. A
schematic diagram of the proposed desalting opera-

tion is presented in Figure 29. Table 19 presents the

results of analyses of the operation of the proposed

plant on San Quentin Point. Because of the high salt

concentration in the waters of the Bay, distillation

was selected as the most suitable desalting process.

Distribution Pipelines
not part of estimate for

desalting focil ities
Brine Discharge

Figure 28. Location of Proposed Desalting Facilities in Marin Municipal Water District
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Desalting, used in conjunction with existing sur-

face water storage reservoirs, may also provide sup-

plemental water to meet daily or annual peak

demands. As described in the preceding paragraphs,

a desalting plant and related facilities can be located

entirely within the area of need. In addition, the

output of the desalting facihty can be staged to mini-

mize annual costs and to provide only the amount of

water needed to meet immediate needs.

At present, distillation is the only proven produc-

tion process for desalting water of the high salinity of

San Francisco Bay. The estimated unit cost of desalt-

ing Bay water by the process shown schematically in

Figure 29 is $1.71 per 1,000 gallons.

Desalting of high-salinity water by reverse osmosis

is now in the research and development stage. In

small-scale tests using reverse osmosis, the salt con-

centration in sea water has been reduced to fresh

water levels. As membranes are improved and pro-

duction models developed, the cost of full-scale de-

salting of sea water by reverse osmosis is expected to

be lower than the cost of the distillation process for

certain applications.

Because they are constructed in modules, reverse

osmosis systems can be assembled to provide a wide

range of desalting capacities. Along the many miles

of the Bay shore hne bordering the District service

area, there may be opportunities to desalt Bay water

and provide supplemental water supplies to isolated

areas within the District.

Table 19. Marin Municipal Water District: Estimated

Output of Desalter, Costs of Desalting, and

Land Requirements

Annual woter requirements 858,000,000 gallons

Peak daily requirements 3,500,000 gollons

Annual desalting plant load foctor 67 percent

Output

Vertical Tube

Evaporation

Annual output (millions of gallons) 858

Peak daily output (millions of gallons) 3.5

Choracteristics of product water

TDS (ppm) 50

hardness (ppm as CoCOs) 8

Costs

Capital costs ($l,000s) 5,964

Annual costs ($l,000s)

Capital 407.7

Operations and maintenance 1,055.2

Replacement

Total 1,462.9

Cost of product water per 1,000 gallons ($s)

Capitol 0.48

Operations and maintenance 1-23

Replacement

Total 1.71

Land requirement (acres) 18
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Table 20. Chemical Composition of Water Supply

and of Sea Water at Refugio State Beach

Existing

Well

Sea

Water

Bicarbonate, HCO3 634 140

Carbonates, COs -

Chloride, CI 307 18,980

Fluorides, F - -

Nitrate, NO3 4

Nitrites, NOj
Phosphate, PO4
Sulfate, SO4 840 2,600

Sulfides, S

Silica, SiOj 24

Arsenic, As - -

Boron, B - -

Calcium, Co 361 400

Copper, Cu 0.03

Iron, Fe 1.8

Magnesium, Mg 138 1,272

Manganese, Mn - -

Potassium, K 6 380

Selenium, Se - -

Sodium, No 239 10,561

Hardness as CaCOj 1,469

Total Dissolved Solids 1,915 33,600

pH 7.9 7.7

Conductivity (micromhos per cm) 2,710 -

- Not analyzed.

verse osmosis and electrodialysis treatment of brack-

ish ground water. The results are shown in Table 21.

Not included in the analysis is another possible alter-

native—the blending of desalted sea water with
brackish ground water to produce usable supplies.

Still another alternative to be considered is the treat-

ment of sufficient water at Gaviota State Park to

supply both Gaviota and Refugio. This will be dis-

cussed more fully in the following section of this

chapter (under Gaviota).

Figure 30 is a flow diagram of the proposed desalt-

ing application, using reverse osmosis to treat brack-

ish ground water at Refugio. The possible location of

desalting facihties, along with other water supply
facilities, is shown in Figure 31. The desalting facili-

ties could be constructed in a wooded area near the
existing water storage tanks. The pipeline for dis-

charge of brines to the ocean would be buried and
thus would not impair the landscape. If sea water
were to be desalted, the desalting facilities could be

located closer to the shore. The sea water intake

could be adjacent to the discharge line and both

could be hidden from view.

Brine could be disposed of by discharge into ( 1 ) an

evaporation basin, or (2) the present disposal system,

where waste water percolates into the ground
through leach fields above the beach, or (3) the

ocean. However, evaporation would be impractical

because of both the limited area available and the

low net evaporation rate. Disposal by percolation

through a leach field above the beach would also be
impractical, because the soil does not leach well, and
the brines might seep into part of the beach area, or

might possibly percolate into aquifers containing us-

able water supplies. Discharge into the ocean would
be the most acceptable alternative. However, to pro-

tect the marine environment, the brines would have

to be adequately diffused at the point of discharge.

In construction of the desalting facilities, special

measures might be required to preserve the natural

appearance of the beach. For example, a screen of
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Feasibility

Either reverse osmosis or electrodialysis could be
used to desalt local ground water. Vapor compres-
sion distillation could be used to desalt sea water.

However, as shown in Table 21, the cost of desalting

sea water would be higher.

Tables 21 and 23 (see Gaviota State Park) show
that the cost of desalting at Refugio ranges from two

to three times that at Gaviota State Park. The tables

also show that (1) the capacity of the proposed facil-

ity at Gaviota is 5 times that proposed for Refugio,

and (2) the load factor at Gaviota is 90 percent com-
pared with 50 percent at Refugio. This indicates that

a combined facility to serve both Refugio and Gavi-

ota, as discussed in the following section, may be the

most feasible alternative. However, additional study

would be required to evaluate a facility to serve both
locations.

Product
Wotflr Storoge

Tank
—

Water Supply Pipelint

Water Distribution Systeir

Courtesy Stotion

Park Boundory

Figure 31. Location of Proposed Desalting Facilities at Refugio State Beach
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Table 21. Refugio State Beach: Estimated Output of Desalter, Costs of

Desalting, and Land Requirements

Annual woter requirements 3,650,000 gallons

Peak daily requirements 20,000 gallons

Annual desalting plant lood factor 50 percent



Gaviota State Park

Summary of Assessment for Gaviota State Park



\

Table 22. Chemical Composition of Water Supply

and of Sea Water at Gaviota State Park

Existing

Well

Sea

Water

Bicarbonate, HCOj 360 140

Carbonates, CO]
Chloride, CI 700 18,980

Fluorides, F 0.5

Nitrate, NOj 71

Nitrites, NOj
Phosphate, PO4
Sulfate, SO4 480 2,600

Sulfides, S

Silica, SiOj

Arsenic, As — —
Boron, B 3.3 —
Colcium, Co 218 400

Copper, Cu - -

Iron, Fe 7 -

Magnesium, Mg 51 1,272

Manganese, Mn 0.77 —

Potassium, K 5 380

Selenium, Se - -
Sodium, No 320 10,561

Hardness as CoCOj 1,010

Totol Dissolved Solids 2,650 33,600

pH 8.0 7.7

Conductivity (micromhos per cm) 3,600 —

- Not onolyzed.

The third alternative mentioned in the preceding

section, i.e., the desalting of sufficient water at Gavi-

ota State Park to supply both Gaviota and Refugio,

would require increasing the desalting capacity at

Gaviota by 20 percent and transporting treated wa-

ter to Refugio. However, as shown in Tables 23 and
21, the estimated unit cost of treating water by re-

verse osmosis at Gaviota is only $0,95 per 1,000 gal-

lons of product water, compared with $3.23 per 1,000

gallons at Refugio. This higher treatment cost results

from the higher hardness content of the water at

Refugio (Tables 20 and 22) , and the higher capacity

and load factor of the desalting facilities at Gaviota

(Tables 21 and 23). The estimated cost of transport-

ing treated water to Refugio is about $1.25 per 1,000

gallons.

Figure 32 is a schematic diagram of the proposed

desalting application at Gaviota, using reverse osmo-
sis to treat brackish ground water. The desalting

facilities and other water supply facilities are shown
in Figure 33. The possible location for the desalting

plant on the terrace upslope from the beach over-

looks the present park facilities along Gaviota Creek.

As shown in Figure 33, the desalter would adjoin the

proposed park maintenance building a short distance

from the present ground-level water storage reser-

Consideration of environmental impact from the

desalting facilities would receive special attention at

Gaviota. At its proposed location, the desalting plant

would not be visible from the present park area, but

it could be seen from a part of the proposed new
development. However, trees and shrubs could be
planted to partially conceal the desalting facilities.

Buried pipelines would be used to convey water

from the well to the desalting plant and to convey
brines from the desalter to the ocean. At the edge of

the beach, the brine pipehne could be suspended
beneath the deck of the fishing pier and thus would
be concealed as it extends out into the ocean. Be-

cause the brines would contain higher proportions of

certain minerals that ordinarily occur in sea water,

they would have to be adequately diffused at the

point of discharge to protect the marine environ-

ment.
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PROPOSED DEVELOPMENT PLAN
(CAMPGROUND AREA)

BRINE H*-FISHING PIER
nSCHARGE

PACIFIC OCEAN

Figure 33. Location of Proposed Desalting Facilities ot Gaviota State Park
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Table 23. Gaviota State Park: Estimated Output of Desalter, Costs of

Desalting, and Land Requirements

Annual water requirements 32,900,000 gollons

Peak daily requirements 100,000 gallons

Annual desalting plant load factor 90 percent
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APPENDIX A
COST ESTIMATES AND

POSSIBLE SOURCES OF FINANCING

Cost Estimates

The cost estimates provided in Chapter 4 and in

this appendix were not intended for use in making
final decisions or as the basis for determining either

funding requirements or repayment negotiations. If

the estimated costs in this bulletin indicate that de-

salting may be feasible in a given community, more
detailed estimates and exact cost data from manufac-
turers will be needed to establish final costs.

The costs were estimated on the basis of ( 1 ) facili-

ties that would be large enough to meet present or

near-future water demands, and (2) 1973 prices. Cost
estimates for additional facilities that might be need-
ed at some future time, e.g., 1980, 1990, 2000, etc., to

meet long-term water demands, would be less accu-

rate because of ( 1 ) the uncertainty of future water
demands, and (2) the expected escalation of both
construction costs and operation and maintenance
costs.

The capital cost of facihties includes the cost of

constructing facilities for ( 1 ) pretreatment of feed-

water, (2) desalting, and (3) disposal of brine, along

with the cost of any additional facilities needed. An-
nual costs include the costs of operation and mainte-
nance, and replacement costs. The unit costs per
1,000 gallons of product water are shown for each of

the five desalting processes considered in the study.

The costs for each community are presented in

Chapter 4 and in more detail in Tables A-1, A-2, and
A-3 in this appendix.

Table A-4 presents estimates of land required, the

costs of which are a part of Table A-1. Table A-5
shows the estimated requirements for electrical en-

ergy, the costs of which are included in Tables A-2
and A-3.

The cost estimate data used for this study were
obtained from the Office of Saline Water publication

"Desalting Handbook for Planners", input from ven-

dors of desalting equipment, and input from local

entities in the various communities. The desalting

handbook contains cost data for the five desalting

processes considered in this study; however, data on
the small-capacity plants considered for certain com-
munities were not available. In such cases, equip-

ment vendors provided cost data, which were used

to develop capital costs. Costs of rights of way and
land were provided by representatives of the various

communities.

The base for all costs is the summer of 1973. The
cost data in the desalting handbook were updated

I

with cost indexes developed by "Engineering News
Record", the Bureau of Reclamation, and the Bureau
of Labor Statistics.

Each cost estimate is based on the following as-

sumptions: (1) the life time of the desalting facilities

will be 30 years; (2) the interest rate for municipal
financing will be 5.5 percent; (3) there will be no
charges for taxes or insurance; and (4) all capital

costs, except for the cost of land, will be depreciated
over 30 years. The estimated cost of electricity for

each desalting plant was based on the 1973 electric

utility schedules used in each area.

The estimated costs are also based on a feedwater
temperature of 77°F. If, in a given community, the

temperature of the feedwater were significantly low-

er, the estimates would have to be revised, because
the efficiency of some desalting processes would also

be lower.

As explained in Chapter 4, most of the communi-
ties requested that their water supplies be desalted

to levels of (1) 500 ppm TDS and (2) 100 ppm of

hardness as CaCOs. Accordingly, the initial estimates

were based on attainment of a product-water con-

centration of those levels.

Two cost estimates were determined for desalting

by reverse osmosis and electrodialysis, because nei-

ther of these processes could be used, at a given de-

gree of treatment, to attain the desired levels of both
TDS and hardness. For example, in one community,
the degree of treatment required to reduce TDS to

500 ppm by reverse osmosis would reduce hardness

to only 204 ppm. Conversely, the greater degree of

treatment required to reduce hardness to 100 ppm
would also reduce TDS to 245 ppm, a lower concen-

tration than required for acceptable domestic sup-

plies, but at an increased cost of $0.18 per 1,000

gallons of product water.

The annual plant load factor shown in the cost

tables in Chapter 4 also significantly affects the cost

of product water. The load factor is the proportion of

the annual design capacity that would actually be
produced by the desalter. Except for the costs of

energy and brine disposal, the operating cost of a

plant operated at less than full capacity will not be

significantly ) lower than that of a plant operated at

full capacity.

The unit cost of desalted water is also affected by
the size (capacity) of the desalter. In most cases, for

a given desalting process, the smaller the capacity of

the plant, the higher the unit cost of product water.
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Financing

Financial assistance for the construction of desalt-

ing facilities may be available under certain federal

and state programs. Local financing might also be
obtained through the sale of bonds or through a loan

from a private financial institution. At the present

time, funds for certain authorized federal programs
have not been appropriated, and funds may not be
available even to qualified recipients.

Both the federal and state programs have been
established to assist the following organizations and
agencies: county, state, federal, and private agencies,

Indian tribes, and nonprofit organizations.

Federal Programs

Each of the federal financial aid programs de-

scribed in the following paragraphs has been estab-

lished to help finance improvements in water supply
facilities.

1. FarmerHome Administration (Departinent of
Agriculture) (7 USC 1926). This program provides
loans, at an interest rate of not more than 5 percent
over a repayment period of not more than 40 years,

to public or quasi-public bodies or nonprofit corpora-
tions, for the purpose of installing, improving, or ex-

panding water and waste-water disposal systems in

rural communities of not more than 10,000 popula-
tion, except for purposes of business and industrial

loans and grants, in which case such aid could be
made to areas of up to 50,000 inhabitants.

2. Public Facility Loans (Department ofHousing
and Urban Development) (42 USC 1492). This pro-

gram assists in financing essential public works or

facilities by purchasing securities issued to finance
specific projects in cases where loans cannot other-

wise be obtained on reasonable terms.

3. Water and Sewer Facilities Grant Program
(Department ofHousing and Urban Development)
(38 USC 1804(e) and 12 USC 1735f). This program
provides grants of a percent of the land and construc-
tion costs of new water and sewer projects, or for

enlarging or improving existing facilities.

4. Economic Development Administration (De-
partment ofConunerce). (42 USC 3131). This pro-

gram was established to assist with financing of

public works and development facilities, including

water and sewer lines, and water and waste water
treatment plants. A goal of this program is to allevi-

ate unemployment and increase median family in-

come in economically distressed areas.

State Programs

Both state financial aid programs are adminstered
by the California Department of Water Resources.

1. Davis-Grunsky Act (Water Code Section

12880, et seq.). This program provides in part for

financial assistance to public agencies for the con-

struction of water projects to meet local require-

ments in which there is statewide interest by making
grants or loans. The word project here means any
dam, reservoir, or other construction or improve-
ment by a public agency for the diversion, storage, or

distribution of water primarily for domestic, munici-

pal, agricultural, industrial, recreation, fish and wild-

life enhancement, flood control, or power
production purposes. The loan applicant must show
that the proposed project is economically feasible

and that the agency cannot reasonably finance the

project from other sources. The loans must be repaid

with an interest rate of 2.5 percent per annum. Funds
authorized for the program under this act are practi-

cally committed.
Numerous public agencies in California have re-

ceived grants or loans through this program; howev-
er, no assistance has yet been provided for

construction of desalting facilities.

A bill is being considered by the California Legisla-

ture, AB 3431— "California Safe Drinking Water
Bond Act of 1974", that would provide financial as-

sistance in treatment of water supplies.

2. Saline Water Conversion Facilities Construc-

tion (Cobey-Porter Saline Water Conversion Law,
Water Code Section 12945 et. seq.). This program
assists county, state, federal, or local agencies, or pub-

lic or private corporations, with the financing, con-

struction, and operation of saline water conversion

facilities. Funds disbursed under this program must

be authorized by the California Legislature, and, un-

less otherwise designated by the Legislature, all

funds must be repaid.
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APPENDIX B
PRETREATMENT, POSTTREATMENT, STORAGE,

AND DISPOSAL OF BRINES

Pretreatment of Feedwater

Sources

The feedwater may be ground water, surface wa-
ter, or sea water. The design criteria for a given de-

salting facihty are based on, among other things,

certain water quahty conditions, such as TDS, hard-

ness, acidity, and temperature. If the actual quality of

the feedwater varies greatly from the preestablished

criteria, operation of the desalting facilities may be
unsatisfactory, the lifetime of the facilities may be
shortened, and the product water may be unsatisfac-

tory.

Therefore, a dependable source of feedwater with
predictable characteristics is essential to proper op-

eration of the desalting plant. The supply must be
relatively continuous and free of sediments and col-

loidal materials that would clog membranes or foul

Treatment

Feedwater must be pretreated when it contains

substances that would impair operation of the desalt-

ing facilities. Such substances include suspended or-

ganics, such as moss, algae, bacteria, etc., which are

frequently found in surface water. Brackish ground
water often contains excessive gases, calcium, and
sulfate.

The efficiency of distillation may be reduced by
dissolved gases, such as carbon dioxide and oxygen.

Membranes used in both electrodialysis and reverse

osmosis are easily fouled and clogged by algae,

slimes, and suspended solids. The resins used in ion

exchange are subject to clogging by dissolved organ-

ics. Some reverse osmosis membranes are particular-

ly affected by bacteria, which tend to deteriorate the

membranes.
Specific treatment commonly used to correct

these conditions includes:

• Coagulation, followed by sand or diatomaceous-

earth filtration to remove suspended organic and
inorganic materials, such as algae, bacteria, silt,

etc.

• Activated carbon adsorption to remove dissolved

organic materials.

• Lime soda softening to remove calcium, magne-
sium, iron, and manganese.

• Ion-exchange softening to remove calcium and
manganese.

• Deaeration to remove excessive gases.

Postreatment of Desalted Water

After desalting, product water will usually require

treatment before it can be distributed. Unless the

product water is blended with other water supplies,

buffering is required after distillation, because the

product water is very active and could cause corro-

sion of concrete and iron in water distribution sys-

tems. Buffering can be accomplished by exposure to

calcium carbonate or by blending with other water
supplies.

After desalting by reverse osmosis, where feedwa-

ter has been acidified to prevent precipitation of cal-

cium carbonate on membranes, the product water

may require treatment to reduce the acidity. All de-

salting processes must be followed by chlorination of

the product water.

Storage

To maintain a continuous supply of desalted water,

some storage of product water will usually be re-

quired. For instance, there will be occasional short

periods when the desalting facihties will be out of

production for maintenance. A temporary change
from desalted water to mineralized feedwater,

which might occur if storage were not available,

would be unacceptable to most water users. Howev-
er, in most communities, some means of storage, e.g.,

reservoirs, tanks, is already available.

Blending of desalted water and feedwater might

be used to extend the benefits of desalting. For in-

stance, at small additional cost, feedwater could be
desalted to TDS concentrations significantly lower

than required for use in a community. This treated

water could then be blended with untreated water to

produce a product with an acceptable TDS or hard-

ness content.

Such a system would enable the desalting of less

feedwater to produce acceptable product water.

Therefore, the cost of providing desalted water by
blending might be less expensive than desalting the

entire supply of feedwater. The feasibihty of blend-

ing depends on the desalting process used and on the

TDS concentration of both the feedwater and the

product water.
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Disposal of Brines

Regardless of the process used for desalting, an
acceptable method of brine disposal must be pro-

vided. The four most common methods are:

1. Solar evaporation from a surface basin.

2. Discharge into a municipal waste water system.

3. Injection into deep aquifers.

4. Discharge into saline water, such as the ocean.

For most of the communities considered in this

study disposal by evaporation would be the most fea-

sible method. In communities where brines might be
discharged into the ocean or into San Francisco Bay,

discharge requirements for each site would be re-

quested from the CaUfornia Regional Water Quality

Control Board with jurisdiction for setting such re-

quirements.

Solar evaporation

Solar evaporation requires a large area of land so

that the average annual evaporation from the basin

water surface will dispose of the annual amount of

brine discharged into the basin. The basin should be
located so that any downwind drifting of salt will not

cause damage.
Care must also be exercised to prevent seepage of

brine into usable ground water. When brine is to be
discharged on land overlying or adjacent to usable

water, state policy requires that artificial barriers be
constructed to provide both vertical and lateral con-

finement. In all cases, protection against both over-

flow from within and innundation from water
outside the basin must be provided. For each evapo-
ration basin considered in this study, artificial barri-

ers would be used to control vertical and lateral

movement of brines.

Where possible, evaporation basins should be
located to enable gravity flow of brine from the de-

salting plant. To minimize conveyance costs, the ba-

sin should be located as near the desalter as is

feasible. Environmental conditions, suitable terrain,

and land costs may also be significant factors govern-
ing selection of a site. In cases where wind drift of

brines would not be a problem, parks or recreation
facilities might be constructed in areas adjacent to

the basin.

The size of a basin will be determined by the size

of the surface area required to evaporate the annual
inflow of brine. The shape of a basin may be deter-

mined by the shape of the surrounding terrain. A
rectangular basin simplifies maintenance and the
periodic removal of accumulated salts.

The depth of water in the ponds will depend on
the rate of inflow of brines requiring disposal and the
evaporation rate. Exterior embankments must have
sufficient freeboard to confine the maximum quan-
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tity of brine with some allowance for accumulated
salts on the basin floor. Sufficient additional free-

board must be provided to contain (1) precipitation

on the basin, (2) increased depths of water in emer-
gencies, and (3) wave wash caused by wind. Cells

within the basin can minimize the freeboard re-

quired to minimize wave wash.

Linings of various types can also be installed to

help confine the brines. Buried plastic lor rubber
membranes provide an effective barrier. The mem-
brane is covered by a foot or more of soil to anchor
it and protect against puncture.

The rate of evaporation above the basin can be
increased by more efficient operation. For example,
the color of both the bottom of the basin and the

brine can effect the evaporation rate; the darker the

color, the higher the evaporation rate. If algae are

permitted to accumulate in the water, the evapora-,

tion rate will be decreased. The air above the basinl

becomes quickly saturated with water vapor anc

must be continuously moved and replaced with drier|

air. Because the winds prevailing above the basir

afford natural movement of air, buildings, land for-j

mations, or vegetation that would act as windbreaks|
would also decrease the evaporation rate.

The discharge of brine through sprinklers has alsc

been used to increase the rate of evaporation and, ii

commercial operations, to recover certain saltsj

However, large quantities of energy are required to

pump the brine through a sprinkler system. Another
problem is the constant plugging of sprinkler nozzlesj

caused by the high salt content of the brine.

Evaporation basins could also be constructed in^

stages, if a staged increase in desalting capacity were
planned. And, finally, if the desalting operation were
terminated, the basin could be reclaimed by install-

ing a plastic sheet over the accumulated salts and
covering the sheet with a few feet of soil.

Discharge into a Municipal Waste Water
Disposal System

This appears to be a simple means of brine dis-

posal. On the other hand, ordinary waste water treat-

ment facilities will not remove significant amounts of

salt, and this means of disposal might merely transfer

the problem from one site to another. Furthermore,

such discharges may be prohibited by State regula-

tions, particularly in areas where usable water sup-

plies might be degraded.

Deep Well Injection

Injection into deep aquifers through wells might
be acceptable if enough brine could be discharged

~

without degrading local ground water. However, the

brine might have to be treated prior to injection to

prevent plugging of the aquifers by bacterial slimes

or suspended materials.



Ocean Disposal

At coastal sites, the discharge of wastes into the

ocean and connected bays has been common prac-

tice in the past. Today, however, regulations limiting

both the temperature and concentration of salts in

discharges of waste waters are becoming more re-

strictive.
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APPENDIX C
BENEFITS ATTRIBUTABLE TO IMPROVED WATER QUALITY

Benefits may be used as a measure of the economic
justification of a proposed desalting project. The jus-

tification is evaluated by relating the estimated bene-
fits to be derived from desalting to the economic cost

of the project.

For the project to be economically justifiable, the

total economic benefits must exceed the total eco-

nomic costs. However, even though the economic
justification of a project may be estabhshed by such
an evaluation, the ability to finance the project and
repay the reimbursable costs are important factors in

determining whether it will be constructed.

In an evaluation of the benefits of desalting, the

benefits may be defined as the improvements that

would result from the project, e.g., the increased

service life of water heaters and plumbing fixtures,

the reduced need for purchases of bottled water, and
the decreased use of water softeners. The economic
costs represent the cost of constructing and operat-

ing the necessary facilities, together with the tangi-

ble value of measures required to mitigate or

prevent detrimental effects resulting from the de-

salting operation, such as (1) the cost of land re-

quired to dispose of large quantities of brine, (2) the

cost of special measures required for protection of

the environment, and (3) the tangible value of the

remaining detrimental effects if mitigation is not

complete.

The following table lists a number of chemical ele-

ments commonly found in community water sup-

plies, along with the undesirable results of excessive

concentrations of one or more of these chemicals:

Chemical Element

Excessive Concentration

results in:

iron, manganese, bicarbonates

iron, chlorides, IDS, manganese in

combination with sulfote

h/drogen sulfide

iron, mongonese

mognesJum, calcium

chloride, sulfote

fluoride, sodium, nitrate, arsenic,

mercury

boron, chloride, IDS

offensive color

offensive taste

staining of plumbing fixtures, appli-

ances, glassware, etc.

hardness

general detriment to public health

detriment to lawns and plants

In a given community, a reduction (as by desalt-

ing) in the excessive concentration of one or more of

the chemicals listed in the preceding table would
create one or more benefits.

Types of Benefits

Benefits may be classified as primary or secondary,

and tangible or intangible.

Primary benefits result from an increase in value

of products or services, a reduction in costs, or a

reduction in damage or losses. Examples of primary
benefits are the increased service life of water-using

appliances and plumbing fixtures, elimination of the

need for water softeners and bottled water, and the

reduced requirement for washing powders and soap.

Secondary benefits are indirect benefits that may
be attributed to a project. An example of an indirect

benefit is the improved appearance of a community,
which may attract new residents and increase eco-

nomic activity.

Both primary and secondary benefits may be tan-

gible or intangible. Tangible benefits are those that

can be calculated in dollars, such as the cost of bot-

tled water. Intangible benefits, such as improved
growing conditions for lawns and plants, cannot be
readily expressed in monetary terms.

Primary Benefits

Primary benefits that could result from desalting

will depend on the specific water quality problem in

a given community. The benefits resulting from re-

ductions of excessive mineral concentrations in com-
munity water supplies fall into three general

categories:

• those resulting from reductions in TDS.

• those resulting from reductions in hardness.

• those resulting from reductions in specific ions.

The benefits that fall into each of these categories

are as follows.

'

1 . Benefits resulting from reduced TDS concentra-

tion

a. reduced purchases of bottled water. (T) '

b. less frequent replacement of appliances. (T)

c. less frequent maintenance and replacement

' Some benefits may fall into two or all three categories. Therefore, when a water quality

problem involves more than one of these categories, a specific benefit should be

counted only once.

2 (T)= tangible benefit; (1) = intangible benefit or combination of tangible and intangi-

ble.

I
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of cooling, air conditioning, and heating

equipment. (T)

d. reduced hazard to health. (I)

e. improved growing conditions for lawns and

ornamental plants. (I)

2. Benefits resulting from reduced hardness:

a. elimination of need for mechanical water

softners. (T)

b. reduced quantities of soaps, detergents, and
other washing materials. (T)

c. less frequent replacement of appliances. (T)

d. less frequent replacement of water pipes and
plumbing fixtures. (T)

e. less frequent maintenance and replacement
of cooling, air conditioning, and heating

equipment. (T)

f. increased usable life of clothing and linens,

etc. (T)

g. enhanced appearance of freshly washed
dishes and glassware. (I)

3. Benefits resulting from reduced concentrations

ofspecific ions:

a. reduced buildup of corrosion. (I)

b. lower cost of building maintenance. (T)

c. reduced hazard to health. (I)

d. removal of offensive color, taste, and odor

from water supplies. (I)

e. improved growing conditions for lawns and
plants. (I)

Secondary Benefits

The creation of primary benefits is frequently ac-

companied by the creation of secondary benefits. A
combination of primary and secondary benefits is

exemplified by improved living conditions and an

enhanced environment that will attract new indus-

try or induce travelers to patronize local restaurants

and motels. Secondary benefits are thus created

through the additional goods and services provided

to new residents and to travelers who patronize local

commercial establishments.

Another important secondary benefit would result

from the removal of a restriction, such as the prohibi-

tion of new water connections, imposed by a state or

local regulatory agency. The removal of such a re-

striction might enable new construction, or the com-
pletion of a partially developed subdivision, etc.,

which would require additional goods and services

and attract new residents.

Evaluation of Benefits

In this preliminary study of 10 California com-
munities, dollar values of possible benefits were not

determined. However, Chapter IV provides discus-

sions of benefits and actual examples relevant to each

community. This information was obtained through

interviews with community representatives.

More detailed studies of each community will be
required to develop accurate dollar estimates of tan-

gible benefits that could result from desalting. The
benefits could be established by determining the dif-

ference in costs of water service to community resi-

dents with and without desalting. The costs without

desalting would be the sum of (1) the penalty costs

to residents, (2) the cost of any special treatment

required before the water supplies are used in the

community, and (3) the costs of any special treat-

ment required before waste water can be discharged

from the community.
In such a case, the penalty cost results from the use

of poor-quality water supplies, which, in turn, results

in additional expenditures that may not be readily

associated with water quality. Examples of penalty

costs resulting from excessive hard water are the in-

creased use of cleaning materials, rapid deterioration

of plimibing fixtures and appliances, and reduced

flows and water pressure caused by mineral deposits

in water pipes.

The additional studies to evaluate benefits would
require detailed local surveys to determine (1) the

magnitude of the changes that would result from

desalting in a given community, and (2) the develop-

ment of a dollar measure of the unit value of each

change. Additional information would also be re-

quired to evaluate the secondary benefits resulting

from an improved economic climate and an en-

hanced community enviromnent.

As explained in the preceding paragraphs, the pri-

mary benefits of desalting in a given community re-

sult from (1) reduced expenditures for certain

commodities or services, e.g., bottled water, washing

materials, and maintenance of appliances; (2) in-

creased value of conunodities or services, e.g., longer

useful life of appliances; (3) reduced damage or

losses, e.g., corroded pipelines and apphances, and

(4) reduced hazards to public health. The following

paragraphs discuss such benefits.

Bottled Water

When the mineral content of domestic water sup-

plies is high, residents may complain of unpleasant

tastes and odors and frequently will purchase bottled

water, which has a low mineral content. Chlorides,

fluorides, iron, and sulfates produce a noticeable



taste; organic material and chlorination may create

both taste and odor problems.

The quantity of bottled water used in a given com-
munity varies greatly because of personal likes and
dislikes. For example, long-time residents who have
become accustomed to highly saline water may feel

that bottled water tasts "flat" whereas new residents

and travelers may dislike the "salty" taste of brackish

community water supplies. Purchases of bottled wa-
ter will also be affected by the climate in a given area

and the marketing efforts of the purveyors.

Water-Using Appliances

Water-using appliances used with highly mineral-

ized water generally require frequent service and
replacement. The most serious problems are corro-

sion and accumulation of scale in such appliances as

water heaters, dish washers, and clothes washing ma-
chines.

When water supplies are hard or contain excessive

concentrations of TDS or chlorides, a water heater

may last only a fraction of its normal guaranteed life.

Heated water containing calcium and magnesium
forms precipitates (scale), which results in lower
heat-transfer capability, lower capacity, and in-

creased fuel costs.

Hard water used in washing machines produces
mineral deposits inside the machine, increases the

cost of maintenance, and shortens the service life of

the apphance. When mineral deposits have ac-

cumulated for some time, the cost of reconditioning

may equal the cost of a new machine. Many home-
owners have other water-using appHances, such as

ice makers, water softeners, water coolers, and gar-

bage grinders. High TDS concentrations and hard-

ness in water supplies increase the frequency of

replacement and the cost of maintaining such appli-

Water Softening Equipment

Where water is excessively hard, some means of

softening will usually be required. High concentra-

tions of calcium and magnesium cause hardness in

water, resulting in deposits of scale on metal surfaces

and decreased effectiveness of washing materials.

Scale and corrosion result in frequent maintenance
and replacement of water pipes, plumbing fixtures,

faucets, and valves. The formation of heavy scale

may greatly reduce the effective inside diameter of

pipes, thus reducing water pressure, In such cases,

the pipes usually must be replaced. Deposits of scale

will also cause infrequently used valves to "freeze" in

position.

Two examples of savings that can be realized

through the use of water softening equipment are

provided by the results of studies of six motels in the

Chicago area and an 1,100-bed hospital in Ottawa,

Canada.
Water supplied to the motels ranged in hardness

from 135 to 360 ppm. The studies showed that the

additional cost of treatment to soften the water was
repaid by savings in operating costs. The savings re-

sulted from fewer hours worked by cleaning person-

nel, reduced purchases of cleaning materials, fewer
plumbing repairs, and reduced maintenance of ice

cube machines, air conditioners, and swimming
pools. The largest savings were realized from a re-

duction in hourly wages paid for maid service.

Until softening equipment was installed in the Ot-

tawa hospital, a 110,000-pound weekly wash had been
laundered with hard water. After the water was soft-

ened, the cost of washing materials was reduced 50

percent, the cost of equipment maintenance was re-

duced, and the appearance of the wash was greatly

improved.

Cleaning Materials

Excessively hard water requires the use of large

quantities of detergents, soaps, softening agents,

scouring compounds, and bleaches. These are gener-
ally used in all households and in such commercial
establishments as restaurants, laundries, motels, ho-

tels and hospitals. When water supplies are exces-

sively hard, increased cleaning costs results from the

higher costs of cleaning materials and the increased

cost of labor.

Clothing and linens represent a large investment
in most households; linens are also a large investment
in hospitals, restaurants, motels and hotels. Where
water is hard, dirt particles and dried soap curd
become trapped in fabrics and generally shorten

their useful lives.

The appearance of dishes, glassware, and silver-

ware in restaurants has considerable unspoken sales

appeal. Water marks, streaks, etc. may cause custom-
ers to stay away. When hard water is used in a dish

washing machine, detergents can be used in the

wash cycle but not in the rinse and sanitizing cycles.

Unless the rinse water is softened, mineral deposits

will cause streaks and spots on dishes, glassware, etc.

Polyphosphate detergents can be used to control

hardness and cause soil particles to be suspended in

water. With excessively hard water, large amounts of

detergent must be used; a less expensive method of

softening would be to reduce the concentration of

hardness ions in the water.

The use of regenerative water softeners often re-

sults in a secondary problem. Where water is exces-

sively hard, the softeners require frequent

recharging, and the waste brines are usually dis-

charged into the local waste water disposal system.

Excessive salts in waste discharges may percolate

into and impair the quality of usable ground water.

Excessive iron in water supplies will stain sinks,
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plumbing fixtures, and appliances. Clothes washed in

water containing excessive iron will gradually de-

velop a yellow tint; in such cases, the use of bleaches

increases the problem. Water containing excessive

iron will also stain the exterior of buildings, side-

walks, etc., increasing the cost of maintenance and
repainting.

Public Health

Domestic water supplies must meet certain mini-

mum quality standards established by regulatory

agencies, such as the U. S. Public Health Service and
the California Department of Health. When the min-

eral content of water supplies in a given community
would result in a hazard to public health, desalting to

reduce excessive minerals would produce a benefit

to that community.

Lawn Turfand Plants

Except during the rainy season, lawns, shrubs, and
plants must be irrigated with local water supplies.

Excessive boron or chlorides in water used for irriga-

tion can retard the growth of plants and the develop-

ment of grass cover, etc.

The success of such commercial enterprises as

nurseries and golf courses is dependent on the

healthful appearance of grass, plants, and shrubs, and
the reduction of excessive mineral content in irriga-

tion water would produce primary benefits for the

owners of such concerns. The development of parks

and similar civic improvements also enhance the

general quality of community life.
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APPENDIX D

QUALITY STANDARDS FOR DOMESTIC WATER SUPPLIES

The water queility standards included in this appendix are only

those that apply to water quality conditions that can be influenced by the

desalting of saline and brackish waters.

Part I, Chapter 5, Subchapter 1 of the California Administrative

Code states:

"Water containing substances exceeding the limits shown in

Tables A and B presents a risk to the health of humans when used

for drinking or culinary purposes.

Table A



For consumer acceptance limits the Code states,

"Water containing substances exceeding limits listed in Tables
C and D may be objectionable to an appreciable number of persons
but are not hazardous to health.

Table Q

Constituents

Copper
Iron
Manganese
Zinc
Color - Units
Odor - Threshold

ig/1

1.0

0.3
0.05
5.0

15
3

"(a) Constituent concentrations in the distribution system
should not exceed the values in Table C. For iron and manganese,
the value may be exceeded only if (l) adequate chemical treatment
is provided which prevents development of visible precipitates or
staining properties objectionable to consumers, or (2) in the judg-
ment of the Department (Department of Health) the water is acceptable
to the consumers.

"(b) For the chemical constituents shown on Table D, no
fixed consumer acceptance limit has been established. In general,
acceptance is reduced as mineralization increases.

Constituents

Total Dissolved
Solids

Specific
Conductance

Chloride
Sulfate

Table D

Recommended Limit Upper Limit Short-Term Limit
(mg/1) (mg/1) (mg/l)

500 1,000 1,500

800 micromhos 1,600 micromhos 2,400 micromhos

250
250

500
500

600
600

"(l) Constituent concentrations lower than the Recommended Limit
are desirable for a higher degree of consumer acceptance.

"(2) Constituent concentrations up to the Upper Limit are accep-
table when it is not reasonable and feasible to provide more suitable
waters.

"(3) Constituent concentrations up to the Short-Term Limit are

acceptable only for existing systems and on a temporary basis pending
construction of treatment facilities or development of acceptable new
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water sources. New Services from systems serving water which carries
constituent concentrations up to the Short-Term Limit will be allowed
only if adequate progress is being demonstrated toward providing water
of improved mineral, quality."
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APPENDIX E

CALCULATION OF RECOVERY

Appendix E discusses methods used to estimate the maximum recovery

of high-quality water as a resiilt of desaJLting brackish or saline water

supplies .

Definitions

One of the measures of efficiency of a desalting plant is the

recovery,which is defined as follows:

Recovery (r) = quantity of desalted water
quantity of feed water

In evaluation studies for desalting plants, the value used for

recovery has a dramatic effect on the size of evaporation ponds and a lesser

but significant effect on the overall costs of desalting. A low recovery

results in greater quantities of feed water and brine for a given quantity of

desalted water, resiilting in increased costs of evaporation ponds and pimping.

Another way of expressing this parameter is the brine-to-product

ratio which is defined as follows:

Brine-to-Product Ratio (BPR) = quantity of brine
quantity of desalted water

The brine-to-product ratio can be obtained from the recovery by

using the formula:

BPR = 1 - 1

R

Methods

The brine-to-product ratio was calculated in several different ways

for the studies of the ten communities.

Vertical Tube Evaporation and Ion Exchange

When vertical tube evaporation or ion exchange methods were being

considered, the formulas in the OSW Desalting Handbook for Planners were used.
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Vapor Compression

Since formulas for the vapor compression method were not included

in the OSW handbook, values obtained from the manufacturers were used

exclusively.

Reverse Osmosis and Electrodialysis

Two methods of calculating the brine-to-product ratio were used

when reverse osmosis and electrodialysis were being considered.

OSW Method , (from OSW Desalting Handbook for Planners)

TDSp
BPR = 1 - TDSj^

900 -11

Cai

where TDS_ = total dissolved solids of product

TDSi = total dissolved solids of feedwater

Ca- = calcium concentration of feedwater

In addition the handbook shows minimum values for BPR of 0.11 for

reverse osmosis and 0.15 for electrodialysis.

UCLA Method . Detailed analyses of feedwater conditions for com-

mimities where reverse osmosis and electrodialysis were considered were

sent to Professor J. W. McCutchan at the University of California. Professor

McCutchan arranged for the calculation of concentration factors through use

of a computer program developed at Oak Ridge National Laboratory by W. L.

Marshall.

The program gives concentration factors based on the ionic strength

of nine constituents and the temperature of the solution. The concentration

factor is defined as follows:

Concentration Factor (CF) concentration of brine
concentration of feedwater

The concentration factors are for the CaSOi^.SHgO (gypsum) solubility

limits, i.e., those values at which gypsxim begins to precipitate.
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Figure E-1 shows the printout from the computer. Figure E-2

shows the relevant data from the printout in graph font.

Table E-1 shows the concentration factor and maximum recovery,

assuming a product concentration of zero and an operating temperature of

70" F.

Maximum Recovery
,

(%)= 1 - _
CF

Table E-1. Maximum Recovery Values (TDS = 0)
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Figure E-2. Concentration Factors
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Table E-2. Maximum Recovery Values (TDS^ = 500 ppm)
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